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[bookmark: _Toc306956461]Foreword

As required by the Department of Energy  Recovery and Reinvestment Act project, DE-FOA-00068, “Transmission Analysis and Planning”, this report describes the completion of Phase 1 of Part A of the eastern interconnection portion of the project work scope. The project began in July 2010 and is intended to facilitate the  President’s goals relating to clean electricity which cannot be achieved without an adequate electricity delivery system. 	Comment by marya.white: It began earlier in 2010 than this.  I believe this was the kick off meting.

The report was prepared by eight members of the Eastern Interconnection Planning Collaborative (EIPC) who have contracted as Principal Investigators for this project. EIPC comprises 26 of the major eastern utilities and was formed in early 2009. 

This project has been carried out in close interaction with the Eastern Interconnection States Planning Council (EISPC), partnered with the National Association of Regulated Utility Commissions (NARUC) and the National Regulatory Research Institute (NRRI), who have contracted for Part B of the project work scope. EISPC comprises regulatory representatives from the 39 states of the eastern interconnection with the District of Columbia and the City of New Orleans. While the detailed report on the EISPC work will be published as a separate document, this report includes results provided to EIPC as required for use in the Part A work scope. The work has also benefited from close interaction with a Stakeholder Steering Committee representing a wide range of interests. In a parallel program, DOE is additionally supporting independent but related work at selected National Laboratories. The EIPC is grateful to DOE and to all the above participants for their contributions.	Comment by marya.white: Do you mean EISPC's final report in 2013 or do you mean a separate Phase 1 report by EISPC?  If it is the latter, has this been decided by EIPC?

Phase 2 of this project is scheduled for completion by December 2012, following review of this report and authorization by DOE to proceed.







Foreword

[bookmark: _Toc306956462]Executive Summary

The North American electrical power grid has evolved in five separate systems: the western, Texas, eastern, Alaska, and Quebec interconnections, which together serve more than 300 million people through 200,000 miles of high-voltage transmission lines. Of these three, the eastern interconnection in the US covers the largest area, serves over 39 states with 70 % of the US population, has the largest number of utility companies, and contains six of the eight North American Electricity Reliability Corporation regions.	Comment by marya.white: you listed five above so I assume that you mean "Of these 5,"  Alternatively, you probably meant the three Interconnections in the lower 48 states.

Growth in electricity use and the facilities needed to generate and transmit electricity to consumers represent continuing planning challenges for electricity companies, even with the present economic slowdown and projections for expansion of energy efficiency and demand side load management. In early 2009 a group of Planning Authorities[footnoteRef:1] in the east formed the Eastern Interconnection Planning Collaborative (EIPC), with the goal of improving joint planning of interregional grid development. EIPC is the first planning collaboration ever undertaken for the eastern interconnection, and membership now totals 26 Planning Authorities. Many advantages are anticipated from EIPC, including support for the best interests of electricity consumers in the further expansion of reliable electricity supply while addressing environmental goals.	Comment by marya.white: This is a GREAT statement.  I recommend highlighting it. [1:  Planning Authorities (aka Planning Coordinators) include RTOs, government power authorities and electric utilities who have taken on the responsibility of coordinating, facilitating, integrating and evaluating  transmission facilities under the NERC Functional Model.] 


Shortly after the formation of EIPC the members submitted a proposal for Part A of a Department of Energy’s  Recovery and Reinvestment Act project, FOA-00068,  “Transmission Analysis and Planning”, intended to facilitate the  President’s goals relating to clean electricity which cannot be achieved without an adequate electricity delivery system.  The FOA noted that robust transmission and distribution networks are essential, as a matter of national interest, to enable the development, integration, and delivery of new renewable and other low-carbon resources, and the use of low-carbon electricity to displace petroleum-based fuels from the transportation sector, and it was intended to support development of grid capabilities in the interconnection by preparing analyses of transmission requirements under a range of alternative futures and develop interconnection-wide transmission expansion plans. 

 EIPC’s proposal for the eastern interconnection was accepted, as were proposals by others for the western and Texas interconnections, and a subgroup of nine EIPC members contracted to perform the work. At the same time DOE accepted a proposal for Part B of the work from  the Eastern Interconnection States Planning Council (EISPC), a group of regulatory representatives of the 39 eastern states with the District of Columbia and the City of New Orleans, partnered with the National Association of Regulated Utility Commissions (NARUC) and the National Regulatory Research Institute (NRRI).   

The Part A work scope comprises 12 tasks divided into two phases. In the first phase, an early task was the formation of a Stakeholder Steering Committee (SSC) representing the states and a balanced selection from industry and interested party sectors. Another early task was the development by the Principal Investigators, for the first time, of a combined grid model for the interconnection based on a roll-up of the members’ expansion plans for the year 2020. This model served as the basis for the EISPC and the Stakeholder Steering Committee (SSC) for adaption as a Stakeholder Specified (Baseline) Infrastructure Model incorporating an extended timeline to 2030 together with some revisions to future generation and transmission assets. The SSI model then provided the basis for development of eight future scenarios as shown in Table 1, each with nine sensitivities, for EIPC to subject to macroeconomic analyses. 	Comment by marya.white: Stakeholder Specified Infrastructure (SSI) Model

	Future
	Description

	1 - Business as Usual
	Based on the Stakeholder Specified Infrastructure model. 

	2 - National Carbon Constraint - national
	Cut carbon 42% in 2030, 80% in 2050 with resources coming from best locations across the eastern interconnection

	3 - National Carbon Constraint - regional
	Cut carbon 42% in 2030, 80% in 2050 with resources coming from best locations within specified regions

	4 - Aggressive EE/DR/GD/Smartgrid
	Based on original EIPC transfer limits 

	5 - National Renewable Portfolio Standard - nationally applied
	30% national RPS with renewables coming from best locations across the eastern interconnection

	6 - National Renewable Portfolio Standard - regionally applied
	30% national RPS with renewables coming from best locations within specified regions

	7 - Nuclear Resurgence
	Significant nuclear facilities developed in Eastern Interconnection

	8 - Combined Federal Climate and Energy Policy
	Cut carbon 42% in 2030, 80% in 2050


[bookmark: _Toc306956520]Table 1:  SSC Future Scenarios

A different selection of sensitivities was made for each of the futures. Sensitivities common to several futures included high and low load growth, and changes in national gas prices.	Comment by marya.white: Natural?ntion the four reserved runs immediately after, say "76" here on"s."ts the stage for the first paragraph.Order 890-a
 
A proprietary Multi-Region National (MRN) economic model and the North American Electricity and Environment Model (NEEM) were used for the macroeconomic studies. In the NEEM model the eastern interconnection is modeled as a simplified set of regions (bubbles) connected by a simplified network of transmission (pipes). One key assumption[footnoteRef:2] of the NEEM model is that transmission constraints between the bubbles are an input and the model normally locates generation in the most cost effective location based on all inputs including those transmission constraints. In this study effort, the “pipes” were allowed to expand for specific futures and sensitivities to test whether cost-effective generation would be located differently if the transmission system were expanded; these were known as “soft constraint” runs. For each of these cases, the SSC reviewed the study results from the soft constraint runs and made a decision as to how large the transmission pipes should be for subsequent analyses. If the transmission pipes were larger than the original pipes the Planning Authorities worked together to determine what type of added transmission would be needed to meet those pipe sizes and developed a high level cost estimate for that added transmission. In addition to the transmission, the NEEM model provided numerous outputs including generation retirements and additions by fuel type and region for review by the stakeholders.    [2:  A second key assumption that will impact the Phase 2 work of the Planning Authorities is that, within the NEEM “bubbles”, it is assumed that there are no transmission constraints. In Phase 2 any transmission constraints that occur within the bubbles will be identified and transmission may be needed to alleviate those constraints.] 


In addition to the direct outputs from the NEEM model and the information provided by the Planning Authorities on additional needed transmission, the SSC requested additional cost estimates that did not come directly out of the model. These included costs for significantly increased energy efficiency, demand response and distributed generation and increased costs for integrating significant amounts of variable generation (mostly wind) into the electric grid and were provided by the Modeling Working Group.	Comment by marya.white: the SSC's Modeling Workgroup

Using the results of the macroeconomic studies and additional information SSC/EISPC then selected three scenarios as shown in Table 2 for EIPC to develop as full interregional transmission expansion models in the second phase of the work, following approval by DOE. The second phase of the work is scheduled for completion and reporting by December 2012.

	Scenario
	Comments

	Business as Usual
	Based on Future 1

	Nationally Implemented Federal carbon constraint 
	42% CO2 reduction by 2030 with flattened price after that based on Future 8, 7% load reduction due to modest increase in EE/DR

	Regionally implemented national Renewable Portfolio Standard
	30% RPS based on Future 6


[bookmark: _Toc306956521]Table 2:  Scenarios for Phase 2 Studies

This report describes the work performed in the first Phase of the Part A project by EIPC. While some conclusions of the Part B work by EISPC are documented, in particular those on which subsequent work by EIPC depended, the detailed description of Part B work will be provided in a separate report.	Comment by marya.white: This sounds like the decision on a separate EISPC report has been made.  Is that correct?

The results of the Part A Phase 1 work reported here are intended to provide information to stakeholders, and particularly policy makers, on the combinations of generation (including type of resource and location) and high level transmission transfer increases needed between the NEEM regions to support those generation resources. It will be apparent that any transmission expansions indicated from the macroeconomic studies do not provide a transmission plan, and the generic blocks and cost estimates do not represent likely project solutions. The choice of transmission line types and voltages for expansion of the pipes is standardized and does not reflect regionally optimal choices. Costs of substations, transmission upgrades (especially of lower voltage systems), financing, rights of way and routing, are details that are not included. In Phase 2 of the work a more detailed transmission analysis will be developed for the three finalist scenarios, but even with the additional detail the results will be indicative only and not representative of project solutions. Again many details such as transmission upgrades or expansion below 230 kV will not be considered. Additionally, although the results will be consistent with NERC reliability criteria, the studies will not include requirements for full compliance with NERC Standards. In all cases, any specific solutions will require study and integration in approved regional or interregional plans.

Following the completion of the first Phase of the project, it is possible to draw some initial conclusions as follows:	Comment by Bob Pauley: Well said

· This project represents a unique dialog with many different stakeholder groups on public policy and  interconnection-wide transmission analyses to increase understanding of alternative policy futures and the generation and transmission that might be needed to support them. It does not require that one size fits all, nor does it make any conclusions regarding market driven versus vertically integrated utility models. It does show how to accommodate differing stakeholder chosen policy futures. The experience will help guide future and more focused efforts in addressing seams issues. EIPC will continue to be a valuable contributor to both the utility and the regulatory functions in their efforts to efficiently advance the electricity industry.
· Although previous experience of the participants has been in more limited interconnection planning exercises involving fewer participants, the Part A project work involving a larger team over the full eastern interconnection is proceeding well.
· The interaction between Part A and Part B participants also appears to be developing very well into a communication capability that will serve the nation well in the future.
· We expect that the participants will use the experience for continuing and enhancing future joint planning studies and that all of these efforts  will help guide the US in setting national goals for energy.








Executive Summary

[bookmark: _Toc306956463]Introduction and Background

Throughout the Eastern Interconnection, entities listed on the NERC compliance registry as Planning Coordinators manage their individual local and regional planning processes. The foundation of these local and regional planning processes is built upon input and feedback garnered from the stakeholders in their individual regions. The product of their effort generally results in a regional expansion plan for each Planning Coordinator Area. These regional expansion plans serve to provide insight on how the transmission system will evolve over a ten year horizon. The Eastern Interconnection Planning Collaborative (EIPC) was initiated by a coalition of regional Planning Coordinators and represents a first-of-its-kind effort to involve Planning Coordinators in the Eastern Interconnection to model the impact of various policy options determined to be of interest by state, provincial and federal policy makers and other stakeholders on the entire Eastern Interconnection. Their work will build upon, rather than replace, the current local and regional transmission planning processes implemented by the Planning Coordinators and associated regional stakeholder groups within the entire Eastern Interconnection. 

The EIPC received funding from the U.S. Department of Energy in 2010 to initiate a broad-based, transparent collaborative process to involve interested stakeholders in the development of policy futures for transmission analysis. Although this analysis focuses on a timeline beyond the ten-year horizon considered in existing regional planning processes, the effort required to perform this analysis is very much in line with the core function that EIPC had envisioned when forming. This report serves to describe the work performed in the first phase of this analysis.	Comment by Bob Pauley: Would you want to explain why we all decided to go to a longer planning horizon?

[bookmark: _Toc306956464]Background

[bookmark: _Toc306956465]DOE Funding Opportunity Announcement – Overview and Purpose

In June of 2009, the United States Department of Energy (DOE) issued a Funding Opportunity Announcement (FOA), DE-FOA0000068, which provided funding[footnoteRef:3] to prepare analysis of transmission requirements under a broad range of alternative futures.  The DOE FOA covered two specific topics.  Topic A was to fund Interconnection-level analysis and planning work while Topic B was to fund cooperation among States on electric resource planning and priorities.  The DOE anticipated issuing three awards under each Topic corresponding to the three geographic areas served by the three interconnections (Eastern, Western, and Texas). [3:  Funding made available under the American Recovery and Reinvestment Act of 2009 (ARRA 2009).] 


In August of 2009, the Planning Coordinators in the Eastern Interconnection reached agreement on the formation of the Eastern Interconnection Planning Collaborative (EIPC).  Under the collaborative, the NERC registered Planning Coordinators in the Eastern Interconnection intended to “roll-up,” analyze and, as needed, enhance their respective regional expansion plans which were developed under their FERC Order 890 approved regional planning processes to form a model of the Eastern Interconnection.  This model would provide a basis for interconnection-wide analysis that would feed information back into regional planning processes and allow EIPC members to coordinate regional plans while also allowing members to identify potential opportunities for transmission enhancements to increase the ability to move power or reduce costs.  The core objectives served as the foundation for a proposal that EIPC submitted in August 2009 to perform the Topic A work under the DOE FOA.  All 26 EIPC members[footnoteRef:4] support the work prescribed for Topic A.  Eight of the 26 members are designated as Principal Investigators[footnoteRef:5] who bear additional responsibilities under the DOE FOA with respect to project execution, management, and reporting.  PJM serves as the lead Principal Investigator under the proposal.	Comment by Bob Pauley: The phrase Principal Investigator was used in the Forward and was defined in context.   Would you want to move the footnote to the Forward or do so in both?  Not a major concern. [4:  As of December 1, 2011, the EIPC Members include Alcoa Power Generating, American Transmission Co., Duke Energy Carolinas, Electric Energy Inc., Entergy Services, E.ON, Florida Power & Light, Georgia Transmission Corp, IESO, International Trans. Co., ISO New England, JEA, MAPPCOR, Midwest ISO, the Municipal Electric Authority of Georgia (MEAG), NBS, New York ISO, PJM Interconnection, PowerSouth Energy Coop, Progress Energy Carolinas, Progress Energy Florida, South Carolina Elec. & Gas, Santee Cooper, Southern Company, Southwest Power Pool and Tennessee Valley Authority.]  [5:  Principal Investigators for the project include Entergy Services, ISO New England, MAPPCOR, Midwest ISO, New York ISO, PJM Interconnection, Southern Company, and Tennessee Valley Authority.] 


The 39 states (plus the District of Columbia and the City of New Orleans) in the Eastern Interconnection formed the Eastern Interconnection States Planning Council (EISPC) and, at the same time that EIPC was crafting its proposal, submitted a proposal for the Topic B work under the DOE FOA.  On December 18, 2009, the DOE announced that EIPC and EISPC had been selected to perform the Eastern Interconnection work under Topic A and Topic B, respectively, with a total of $16 million in funds made available to EIPC and a total of $14 million in funds made available to EISPC.  The Topic A grant awarded to the EIPC became known as project DE-OE000043.  As part of its proposal, EIPC had retained Whiteley BPS Planning Ventures LLC to support project management, The Keystone Center (Keystone) to support stakeholder process facilitation, and Charles River Associates (CRA) to support macroeconomic analysis and production cost studies.


[bookmark: _Toc306956466]Statement of Project Objectives – Phase I Deliverables

The EIPC proposals incorporated Statement Of Project Objectives (SOPO) as required under the terms of the DOE FOA.  The SOPO was originally submitted as part of the proposal in August 2009 and was then revised during contract negotiations with the DOE in February 2010.  The revised version of the SOPO is included in the Appendix to this Report.  

The EIPC proposal incorporated a Statement of Project Objectives (SOPO) as required under the terms of the DOE FOA.  

Two objectives were stated in the SOPO: 

1. Establish processes for aggregating the modeling and regional transmission expansion plans of the entire Eastern Interconnection and to perform interregional analyses to identify potential conflicts and opportunities between regions.  This interconnection-wide analysis was to serve as a reference case for modeling various alternative grid expansions based on the scenarios developed by stakeholders.

2. Perform scenario analysis as guided by broad stakeholder input and the consensus recommendations of a stakeholder committee formed under the proposal.  The analysis would serve to aid federal, state and provincial regulators as well as other policy makers and stakeholders in assessing interregional options and policy decisions.

[bookmark: _Toc306956467]Scope of Work

The scope of work proposed by the EIPC in the SOPO was divided into 13 tasks with two phases.  Phase I included the following tasks:

· Task 1 – Initiate Project
· EIPC to meet with Topic B Awardee (EISPC) to discuss interaction between entities and to gather feedback on Stakeholder Steering Committee (SSC) structure.
· EIPC directed the Keystone Center to facilitate the formation of the SSC and any necessary subgroups.
· Task 2 – Integrate Regional Plans
· EIPC to generate Roll-up Model using regional plans for year 2020.
· EIPC to perform inter-regional analysis on Roll-up Model.
· EIPC to indentify conflicts between plans and/or opportunities for regional plan improvement.
· Task 3 – Production Cost Analysis of Regional Plans
· EIPC directedCRA to perform production cost analysis on Roll-up Model.
· Task 4 – Macroeconomic Futures Definition
· SSC to reach consensus on eight Futures (each Future having up to nine Sensitivities totaling 80 cases).
· Task 5 – Macroeconomic Analysis
· CRA to perform macroeconomic analysis and report on each Future and Sensitivity.
· EIPC to produce high level transmission cost estimates for each of the eight Futures scenarios.
· Task 6a – Expansion Scenario Concurrence
· EIPC to assist SSC in selecting three scenarios from the Task 5 work as options for the transmission expansion, analysis, and costing work in Phase II of the project.
· Task 6b – Interim Report
· EIPC to produce interim project report on Phase I activities.

Phase II of the project proposed developing and analyzing transmission expansion options for the three scenarios selected by the SSC in Task 6a at the end of Phase I.  For each of the three scenarios selected, the work in this phase proposed the following tasks:

· Task 7 – Interregional Transmission Options Development
· EIPC to modify powerflow models built in Task 2 to create interregional transmission expansion models for each scenario[footnoteRef:6]. [6:  This activity is intended to provide high-level interconnection-wide expansion analysis and not substitute for regional planning processes or state, local or provincial siting processes.  The models will not identify specific routing, siting, environmental, or other related issues associated with any potential enhancements to the grid coming out of this task.] 

· Task 8 – Reliability Review
· EIPC to perform reliability analysis consistent with NERC reliability criteria on each scenario.
· Task 9 – Production Cost Analysis of Interregional Expansion Options
· CRA to perform economic analysis using production cost modeling for each scenario.
· Task 10 – Generation and Transmission Cost Estimates
· EIPC to perform high level cost estimates for transmission expansion options for each scenario.
· Costs associated with resource additions and retirements will be developed by CRA for each scenario.
· Task 11 – Review of Results
· EIPC to produce a draft report on the Phase II effort.
· EIPC to present the results of the analysis, respond to questions, and solicit input from stakeholders. 
· SSC to provide consensus-based comments on the draft report.
· Task 12 – Phase II Report 
· EIPC, with CRA providing technical support, to review the input received from the SSC and address it in the final report.

There have been two core changes to the SOPO initiated by the SSC and supported by DOE.  The first change was on in Task 2 regarding the development and use of the Roll-up Model.  Following study of the detailed aspects of the various regional plans that EIPC utilized for the Roll-up Model development, the SSC requested that EIPC revise the Roll-up Model to construct a Baseline Infrastructure Model.  Through a formal process initially led by EISPC, the SSC agreed to a revised set of transmission and generation assets that would serve as the basis for a revised Roll-up Model for 2020.  This new Baseline Infrastructure Model replaced the Roll-up Model and served as the starting point for all of the remaining DOE project work.

The second change to the SOPO related to the production costing work that was planned under Task 3 in Phase I of the project.  Under the original EIPC proposal, a production cost analysis was to be performed on the integrated regional plans that served to create the 2020 Roll-up Model.  With the replacement of the Roll-up Model by a stakeholder derived Baseline Infrastructure Model as the starting point for further analysis, and with the decision to consider a 20 to 25 year time horizon rather than the 10 year horizon assumed in the integrated regional plans used to derive the Roll-up Model, the SSC agreed that this work was no longer providing value to the project.  At the request of EIPC, the DOE, in May 2011, cancelled Task 3 of the SOPO.


[bookmark: _Toc306956468]Overview of Project Schedule

The DOE FOA specified that the project work was to be completed by June 30, 2013.  The restructured EIPC proposal that was submitted in February 2010 called for Phase I work to be complete by June of 2011 and for Phase II work to be complete by June of 2012, well ahead of the June 2013 deadline.  A revised schedule was issued in mid-2011 that moved completion of Phase I of the project to December 2011 and completion of Phase II to December 2012, still well ahead of the original June 2013 deadline set in the DOE FOA.  The extension to the original schedule was the result of EIPC support of SSC efforts to create the Baseline Infrastructure Model, extensive stakeholder education regarding the operation of and input assumptions needed for the macroeconomic models, and by the additional time necessary for the SSC to reach agreement on the futures and associated sensitivities for the Task 5 work.  The modifications to the schedule were supported by the DOE and by the SSC as they served to allow the EISPC and SSC to make decisions essential for supporting the stakeholder process.  EIPC anticipates no any further delays in the project schedule, at this point.  Even in the event of modest schedule changes during the remaining work, EIPC is confident that the original June 2013 deadline spelled out in the DOE FOA can be met.


[bookmark: _Toc306956469]Unique Study Characteristics

[TO BE DEVELOPED]
· First of its kind effort for the EI	Comment by Bob Pauley: I am glad you folks are addressing these topics. These will be very helpful.
· Complexity and differences among the regions should be accommodated
· Consider Phase I in context of overall Project – to develop transmission alternatives
· Phase I was not an end unto itself
· SSC modification of roll-up caveats
· SSC negotiated input assumptions need to be placed into context
· Macroeconomic models are used for many broad ranging studies—were propsed to assist stakeholders to determine the final three Scenarios—NOT as an end unto themselves
· Because of the complexity of factors involved in this type of study, there was never any intent to “optimize” or “co optimize” every possible assumption
· Stakeholder consensus process was somewhat unwieldy but generally worked pretty well in that needed decisions were eventually made
· Process has led to a better understanding of regional similarities and differences and to the degree of complexity involved in an analysis of such a broad and diverse region
· Process has provided all participants with a great deal of information that should be useful if similar studies are to be done in the future





Introduction and Background

Page 1
[bookmark: _Toc306956470]Study Results by Task

1. [bookmark: _Toc306956471]Task 1 – Stakeholder Steering Committee (SSC) Formation and Creation of Governance Process

As the Topic B awardee, EISPC representation in the SSC was predetermined by DOE contract to constitute one-third of the total SSC membership, with the significant role of coordinating the input of 39 states, the District of Columbia, and the City of New Orleans and working collaboratively with other SSC segments to be formulated to provide a coherent stakeholder voice to support the research, modeling, and deliberations of the EIPC project.  The EISPC also accepted a number of research tasks in its contractual relationship with DOE.  In parallel with the development of the Stakeholder Steering Committee (SSC), the EISPC has established its own governance structure and decision-making processes.  Therefore the EIPC, its subcontractors, and the EISPC have collaboratively coordinated meeting schedules, work products, and decision-making. 	Comment by marya.white: Switch these first and second paragraphs, since the second paragraph actually sets the stage for the first paragraph.

The SSC was formed in a four step process:  1) assessment 2) development of the SSC composition and role, 3) development and implementation of the SSC selection process, and 4) development and adoption of the SSC Charter.  The formation of the SSC was a significant milestone as the first time that stakeholders from all major interest groups across the Eastern Interconnection came together to discuss long-term resource options and related infrastructure needs in the 39-state region, the District of Columbia, the City of New Orleans, and the Eastern Canadian provinces.

1. [bookmark: _Toc306956472]Assessment Phase (September 2009 – February 2010)

EPIC determined that an assessment be conducted to fully develop the SSC make-up and its process for engaging a wide range of stakeholders.  Acting for EIPC, the Keystone Center (Keystone) conducted an initial round of interviews with known stakeholders active in the energy and transmission fields.  These interviews produced both information for understanding stakeholders’ interests as well as additional names of people who were knowledgeable and had a stake in the development of the transmission system in the Eastern Interconnection. A second round of interviews was supplemented by EIPC Planning Coordinators’ lists of stakeholders currently participating in each of their FERC Order 890 transmission planning processes.

As part of the assessment phase, EIPC planned and hosted two webinars to inform interested parties about its evolving work plan and the overall objectives of the project.  EIPC reviewed the plan of work set forth in the bid documents during the October 2009 webinar and answered a number of questions. Each webinar was attended by over 200 participants

EIPC created a website at this early stage to provide stakeholders with easy access to webinar materials, EIPC materials submitted to DOE, and general information about the project.  Listservs were established for all registered stakeholders to receive notification of project events and postings. 

[bookmark: _Toc306956473]Development of the Stakeholder Steering Committee (SSC) composition and role (February 2010 – August 2010)

Based on the results of stakeholder interviews and analysis of the FERC Order 890 stakeholder committee process, in coordination with EIPC, Keystone drafted a straw proposal for composition of the SSC.  Keystone also designed a proposed process for fairly and transparently selecting individuals to serve on the Committee.  Guiding principles for the stakeholder process and the SSC included the following:

· The stakeholder process should be inclusive so the interests of all relevant stakeholders should be represented within each sector.  
· The process should build upon the existing stakeholder FERC Order 890-approved processes.
· The SSC should be a manageable size and allow decisions to be made through consensus.
· There should be balanced representation among the sectors 
· State representatives should have at least one-third of the total SSC seats. 
· [bookmark: _GoBack]There should be ongoing communications among SSC members and their interest group sectors.

This proposal for composition of the SSC and its voting process was reviewed by DOE, EIPC and sector representatives at various times during this period. The proposal was presented for comment during two webinars in March 2010. Finally, the proposal was discussed at length during the April 2010 Stakeholder meeting, and finalized through a series of open conference calls. 

The SSC structure was approved in April 2010 as follows: 

· Transmission Owners and Developers: 3 members.  See eligibility criteria on page 2 at http://eipconline.com/uploads/EIPC-SSC_Description_FINAL.pdf 
· Generation Owners and Developers: 3 members; minimum 1 renewable and 1 non-renewable
· Other Suppliers (e.g., power marketers, energy storage, distributed generation): 3 members; minimum 1 demand-side resources representative
· Transmission-Dependent Utilities, Public Power and Co-ops (e.g., municipal utilities, rural co-ops, power authorities): 3 members; minimum 1 public power or cooperative transmission-dependent utility (TDU)
· Non-Governmental Organizations (NGOs): 3 members
· End Users (e.g., small consumer advocates, large consumers): 3 members; minimum 1 state consumer advocate agency
· State Representatives appointed by the EISPC: 10 members
· Canadian Provincial Representatives appointed by Canadian Provinces: 1 member

[bookmark: _Toc306956474]Development and Implementation of the SSC Selection Process (May 2010 – July 2010)

A key principle for selecting SSC members was for the process to include all interested stakeholders.  To ensure this, EIPC directed Keystone to undertade a number of activities to communicate with the stakeholder community.  Listservs were created for all registered stakeholders, and a website was created as a repository for all relevant documents. EIPC instituted a monthly newsletter summarizing decisions and posting upcoming events for distribution to the listserv and created an on-line process for selection of Sector Caucus and SSC members and hosted a webinar to explain the selection process. 

 (
EI Regions for Selection of Caucus Members
PJM Interconnection (PJM)
Midwest Independent System Operator (MISO)
Mid-Continent Area Power Pool (MAPP)
New York Independent System Operator (NYISO)
Independent System Operator of New England (ISONE)
Southeast Inter-Regional Participation Process (SIRRP)
Southwest Power Pool (SPP)
Florida
Eastern Canada
)The SSC selection process was designed in two phases.  First, each region of the Eastern Interconnect (see Text box) selected three representatives from each of four sectors (Transmission Owners and Developers, Generation Owners and Developers; Other Suppliers; and TDU, Public Power and Co-ops).  The End User and NGO sectors selected their representatives from across the EI.  These individuals were the designated Sector Caucus members.  The EISPC developed their own selection process to appoint the state SSC members.

To begin the Sector Caucus selection process, EIPC asked that Sector Coordinators be appointed from each region and sector (7 regions and 8 sectors or 56 coordinators, with some being responsible for more than 1 sector and/ or region).  Their contact information was posted on the web site to allow the broader stakeholder community to learn about and participate in the process via e-mail and/or direct communication with the sector/region coordinator.

In addition to contact information, each regional and sector representatives posted their process for selecting representatives , the SSC candidates,  dates and times for voting/ decisional meetings, and voting and consensus rules and procedures.  Concerns and objections to the process were required to be resolved before voting could take place.  Regional/ sector representatives were encouraged to host preparatory forums for candidates to discuss any issues and to pose questions, although such forums were not uniformly held due to tight timeframes.

During this period, EIPC drafted additional guidance on the Sector Caucus member selection process, including: 

· Information to be supplied by candidates.  
· Candidate eligibility for a given sector or seat (i.e., definition of a material interest in the region).
· Voter eligibility. 
· Transparency procedures.
· Creation of a ranked voting system for the on-line process.
· Procedure for subsector voting.
· Voting contingencies (tie votes, interpretation of results when no one votes, procedure for unfilled caucus seats). 
· The role of proxies or alternates.
· Process for selecting replacements when Sector Caucus or SSC members resign.
· Process for addressing stakeholder objections.

The process for voting was then detailed in the Step-by-Step document and Frequently Asked Questions (FAQ) available online. The final voting for Caucus members took place between June 15 and 16, 2010 and the results were verified and posted to the EIPC website on June 18, 2010. 

After Sector Caucus members were selected, the next stage of the process began – selection of the SSC members by the Sector Caucuses.

The stakeholders had agreed earlier that criteria for SSC candidacy should include the following:

· Seniority, stature and credibility within one’s organization and sector.
· Demonstrated ability to represent the interests of multiple organizations within the sector.
· Broad support of organizations and constituency groups within the sector.
· Ability to keep sector participants across the EI informed about SSC activities and to solicit input throughout the project.
· Demonstrated ability to work collaboratively with others with whom one disagrees.
· Strong understanding of resource and transmission planning in the electricity industry, including technology and policy considerations.
· Time, commitment and resources for full participation.

The Sector Caucus could select an SSC member from within its ranks or select someone from outside the Caucus by mutual agreement.  Sector Caucus members interested in being considered for the SSC completed a candidacy application that was posted, and voting took place on-line, by phone or email, or in person.  The same requirements for transparency and inclusiveness applied so that any stakeholders could observe the process and submit objections if they were concerned about eligibility or fairness requirements.  Each subsector elected its own subsector SSC members, so for instance, the Renewable Generation subsector of the Generation Owners held a separate election for their SSC representative. 

After the voting results were tabulated and verified by EIPC, the SSC member names were publicized and posted on-line on July 1, 2010.

[bookmark: _Toc306956475]Development and adoption of the SSC Charter (February 2010 – October 2010)

Concurrent with active stakeholder outreach during the fall of 2009, EIPC began to compile potential resources for an SSC Charter or rules of governance.  Based on a review of other steering committee charters, EIPC developed a straw proposal for consideration by stakeholders in advance of the April 2010 EI-wide Stakeholder meeting.  In a May 14, 2010 memo developed collaboratively through conference calls and written comment, a number of governance issues were decided, including:

· The purpose of the SSC.
· The role of Caucus members after the selection process.
· SSC roles and responsibilities.
· Possible role of a chair or chairs.
· The role of work groups.

At the first SSC meeting, a number of outstanding governance issues were discussed and ultimately assigned to a Governance Task Force composed of one representative from each sector.  Unresolved questions included:

· SSC leadership –Selection of Chair(s).
· Term limits of SSC members.
· Terms for alternates’ attendance.
· Meeting ground rules.
· Decision making for non-substantive issues.
· Communication outside of SSC.
· Creation and role of work groups.

Other important issues were resolved between the first and second meeting, including selection and roles for Table Representatives, table arrangements at the meetings, and guidance on sufficient notification and distribution of materials prior to meetings. 

After several months of facilitated calls, the Governance Task Force presented its recommended Charter to the SSC, which was discussed, amended and adopted by consensus at the October 2010 SSC meeting.  

Two key elements of the Charter were the selection of a chair or chairs and the process for making decisions in the event consensus could not be reached.  The alternative to consensus is a carefully crafted formula for ‘backstop voting’ in which 19 SSC members must first agree that consensus cannot be reached.  Once it is established that consensus cannot be achieved, 23 members must vote in favor of a proposed resolution to the issue under debate.  Provisions were also made to ensure that two sectors alone could not block agreement on an issue.  It should be noted that over the course of Phase it was never necessary to invoke the backstop voting process.

The SSC elected a chair and vice-chair by anonymous vote and instituted a rotating schedule of service, so that the Chair and Vice Chair retained their offices for 6 months, then swapped positions. After the second term was finished, the SSC agreed it would consider how to continue and whether to alter the system for choosing or retaining Chair leadership.  The Chair and Vice-Chair were elected at the SSC’s second meeting, on October 12-14, 2010. 

The SSC agreed to meet in-person approximately every other month to accomplish Phase I tasks. Later, this was amended to include scheduling of SSC webinars in the non-meeting months to attend to any issues that needed a consensus decision, and also to provide Workgroup updates for SSC members. 

Initially, three Workgroups were established – Modeling, Scenario Planning, and Roll-up. The SSC drafted and approved the charge to each Workgroup and agreed that the Workgroups would develop recommendations for the SSC but had no independent decision-making authority. Over the course of Phase I, the Governance Task Force reconvened to address proposed changes in the Charter and a new task force was created, the Scenario Task Force, to develop recommendations on the three scenarios needed to begin Phase II work. 

Modeling Working Group
The SSC created the Modeling Working Group (MWG), along with the Roll-Up Working Group (RUWG) and the Scenario Planning Working Group (SPWG) at their July 2010 meeting.  The charge to the MWG was described as follows in the notes of the SSC meeting:

“Modeling Work Group, focused on developing a better understanding of the capabilities, assumptions and outputs of the CRA NEEM (macroeconomic) model, that will be used to evaluate the 8 Resource Futures … that will be used to analyze the final 3 Scenarios”.  (July 15-16, 2010 SSC Meeting Summary)

The SSC also directed the Modeling and Scenario Planning Work Groups to work closely together “because their purposes are interrelated and their outputs will be informative to one another, particularly as they determine how to proceed with developing the assumptions and inputs for the macroeconomic model.”

More specifically, in October 2010, the SSC approved the charters of its three Working Groups and defined the purpose of the MWG as the following four functions:

· Develop a better understanding of the capabilities, inputs and assumptions, and outputs of the CRA MRN/NEEM (macroeconomic) model that will be used to evaluate the 8 Macroeconomic Futures and sensitivities and the GE MAPS (production cost) model that will be used to analyze the Roll-Up Plan and the final 3 Transmission Build out Scenarios.
· Identify concerns or issues, seek answers, make recommendations and report to EIPC Stakeholder Steering Committee (SSC) regarding the MRN/NEEM and GE MAPS modeling to be performed.
· Identify with CRA the matrix of specific required inputs for MRN/NEEM to be provided by SSC and advise the SSC and Scenario Planning Work Group (SPWG) on model inputs, outputs, processes and limitations to assist them in the development of the 8 Macroeconomic Futures.
· Coordinate with the Roll-Up Work Group (RUWG) to identify any issues that could impact model inputs, assumptions, modeling, or results.
· In coordination with and within the parameters set by the SPWG, make recommendations to the SSC on the values for the inputs and assumptions to be used for modeling the eight Macroeconomic Futures. 
· Identify as appropriate data or analyses needs 
· Work with resources (e.g., DOE / National Laboratories) 
· Collaborate with CRA to ensure model consistency 
· Review outputs and results of MRN/NEEM and GE MAPS modeling and provide a report on the interpretations to SSC.

Scenario Planning Work Group 
The original charge of the Scenario Planning Work Group (SPWG), which was approved by the SSC in July 2010, was to:

· Recommend to the EIPC Stakeholder Steering Committee (SSC) a set of diverse macroeconomic futures for selection, and if so directed by the SSC, make recommendations as to the eight futures to be analyzed and up to nine sensitivities to be used within each. 
· Fully develop the eight macroeconomic futures and the sensitivities selected by the SSC, so that they meet CRA’s needs.
· Recommend to the SSC which three scenarios should be assessed in transmission reliability studies.

Subsequently, the SSC decided that the third bullet would be done with a work group led by the chairs of the SSC.  The role of the SPWG was to make recommendations to the EIPC Stakeholder Steering Committee for their consideration.

The work group objectives were established as follows:

· The portfolio of eight macroeconomic futures will represent a wide range of forecasts.
· The portfolio will consider factors such as state and federal public policy objectives, reliability mandates, and economic considerations.
· The SPWG will effectively coordinate with the Modeling Work Group (MWG) as the purposes of these groups are interrelated and outputs will be informative to one another.
· The portfolio of macroeconomic resource futures will be recommended to the SSC as the consensus position of the SPWG.  If the working group is unable to reach consensus on eight recommended macroeconomic futures, a range of opinions or additional futures may be presented.
· The SPWG will inform and receive input from the SSC throughout the process such that the SSC endorses the portfolio proposed by the SPWG, or alternatively, will find that the SPWG has helped the SSC to substantially narrow the range of issues to be debated by the SSC in sufficient time to meet the overall EIPC schedule.
· The SPWG will fully coordinate and collaborate with EISPC, since EISPC ultimately can decide four of the macroeconomic futures and one of the transmission expansion scenarios.
· The SPWG will coordinate with the Roll-up WG (RUWG) as needed.

Structure
The structure included up to three representatives from each sector, ex-officio members from the DOE and EPA, and an EIPC liaison.  The objective was to agree upon and develop narratives of eight macroeconomic futures and the nine sensitivities that would go with each future.  These eight futures were to be passed on to the SSC Modeling Working Group which would develop the representative data inputs for the CRA model for each future and sensitivity.

Roll-Up Working Group [TBD]



[bookmark: _Toc306956476]Task 2 – Integration of Regional Plans for the Year 2020

Task 2 calls for the integration of regional plans.  The Statement of Project Objectives provides the following summary of work to be performed within Task 2:

Sub-Task 2.A – 	Develop a study guide for documenting interregional analysis processes that refine the NERC Multi-regional Modeling Working Group (MMWG) modeling and regional plans as needed for Roll-up Integration Case analysis.
Sub-Task 2.B – 	Conduct interregional transmission analyses for Roll-up Integration Case and identify potential transmission conflicts/opportunities among regional plans (“gap analysis”).
Sub-Task 2.C – 	Develop transmission options to address reliability impacts associated with potential conflicts among regional plans.
Sub-Task 2.D – 	Document and communicate results for consideration in regional planning activities and post the analysis on the EIPC website.
Sub-Task 2.E –	Develop flowgates.

In Task 2 the Planning Coordinators utilized the most recent yyyy NERC Multi-Regional Modeling Working Group (MMWG) model representing the study year selected by the Stakeholders.  The model was then revised and updated to reflect an aggregation of regional plans - plans which were provided by participating Planning Coordinators.  The study year selected by Stakeholders was the year 2020.  Key inputs to this work were the NERC MMWG 2020 Summer Peak model, as developed in 2009, and regional plans which had been subjected to the regional planning requirements of FERC Order 890.  The resultant 2020 model was intended to be used as the basis for both the interregional analysis required by the project and the expansion scenario analysis which would be chosen by Stakeholders.  As noted in the above sub-tasks, this model was known as the 2020 Roll-up Integration Case.

The principal products of Task 2 are the 2020 Roll-up Integration Case model, the interregional analysis of the model and transmission expansion options.  This Integration Case is an integrated model of the expansion plans for the Eastern Interconnection as they existed in 2010, not a single “blueprint” for expanding the system.  This case provides solved power flow modeling suitable as a starting point for transmission analysis on an inter-connection-wide basis.

1. [bookmark: _Toc306956477]The Roll-Up

The EIPC initially aggregated the existing regional transmission expansion plans (the “roll-up”) through 2020, with the objective of performing an interconnection-wide analysis and identifying possible efficiencies or limits to transfer among the regions.  The 2020 year was selected because it provides the farthest projection into the transmission planning horizon maintained by most Planning Coordinators.

In their broadest sense, those plans, which are the results of FERC-approved Order 890 processes, identify the future means of reliably serving the loads in a planning area utilizing the available resources.  

The roll-up results, which were posted on xxx date represented a significant first-of-its-kind effort by the Planning Coordinators to review each entities’ regional plan at an interconnection-wide level. Although interregional coordination activities are active and indeed required under applicable FERC precedent, this effort provided a first opportunity for a much higher interconnection-wide view of the plans and a check as to their consistency across the regions. Such a tool, undertaken in this effort, represents an important body of information that can be utilized by policymakers, the Planning Coordinators and their stakeholders in each entity’s subsequent regional planning efforts pursuant to FERC Order 890.  In addition to the uniqueness of the effort, the roll-up produced some notable results:

The Planning Coordinators undertook a reliability analysis of the roll-up of the regional plans and found no significant reliability issues. Such a finding is significant as it is indicative of the fact that the respective regional plans are not causing burdens that would manifest themselves as unsolved reliability violations elsewhere in the Eastern Interconnection. This is one important goal of the NERC reliability standards. Compliance with this goal was clearly demonstrated on an interconnection wide basis through the roll-up and provides an important analysis that could be utilized in the future. 

On a more granular level the roll-up revealed both commonalities and differences in the specific planning inputs used in each region. The planning processes for the EIPC members have many common aspects, but key differences in the processes and market structures do exist between Planning Coordinators.  These differences are expected and, in fact, required given the diversity in the form of regulation, the diversity in market design throughout the interconnection and the differing topography and characteristics of each Planning Coordinators’ electric transmission system throughout the very large Eastern Interconnection.  The Roll-Up Report (Appendix ##)serves to describe in detail the data submitted by each of the EIPC Planning Coordinators, explain differences in the Planning Coordinators’ respective planning processes and assist the Stakeholder Steering Committee (SSC) in understanding what is contained in the roll-up.	Comment by Bob Pauley: It’s good to know this is a point of emphasis..

[bookmark: _Toc306956478]Stakeholder Specified Infrastructure

The 2020 Roll-up Integration Case as presented to Stakeholders in November 2010 was based on various analytical tools that had been utilized by Planning Coordinators in order to assess reliability requirements, interconnection and transmission service requests as well as the need for economic and market enhancements.  Regional plans contained in the Roll-up Integration Case were developed in accordance with FERC Order 890 regional planning requirements.  These Order 890 regional planning requirements have established transparent processes that each Planning Coordinator incorporates which provide for the inclusion of stakeholders within their respective areas.

Even though the Roll-up Integration Case was an aggregate product of Order 890 regional planning processes in the Eastern Interconnection, Stakeholders expressed concerns relative to the status and “reasonable certainty” of certain generation and transmission facilities found in the model which were projected to come into service through 2020.  FERC Order 890 allows for "regional differences" in planning criteria and processes, and the Roll-Up Case, therefore, reflected regional differences in the relative certainty of generation and transmission facilities' development depending on such factors as the degree of state approval authority over such generation and transmission development, the degree to which generation is developed under a competitive market model, as well as differing regional needs and requirements associated with renewable portfolio standards.  As a result of Stakeholder concerns, the Stakeholder Steering Committee (SSC) agreed to develop an alternative approach to determining which of the planned generation and transmission would be included as the starting point for the macroeconomic analysis to be performed in Task 5 of the project.

The SSC adopted a two-step approach for determining whether a planned generation or transmission facility would be included in the base case model.  To provide specificity to the name of this model, and to make it unique from the Roll-up Integration Case model, the model which evolved under the SSC-specified criteria became the Stakeholder Specified Infrastructure Base Case (SSI) model.  The two steps in the SSC’s development of the model were:

1) Define criteria by which generation and transmission additions from the Roll-up Integration Case would be automatically included in the SSI.
2) Develop and implement a process by which exceptions could be made to the criteria in the first step to (i) include generation or transmission not reflected in the Roll-up or not automatically included and (ii) exclude facilities automatically included.

The criteria utilized by the SSC for inclusion in the model were:

· All generation and transmission that were due to be in-service prior to January 1, 2016 were automatically included.
· All transmission to be operated at a voltage level less than 230kV and with an in-service date inclusively between the years 2016 and 2020 were automatically included.
· All generation currently under construction with an in-service date inclusively between the years 2016 and 2020 were included.

To address the need for an “exception” process to these criteria, the Eastern Interconnection States Planning Council (EISPC) formulated a procedure in which an exception or “challenge” could be formalized such that projects that were excluded by the criteria could be included; or, projects included by the criteria could be excluded.  While this was an EISPC addendum to the SSC criteria, it should be noted that representatives of the SSC from each sector were invited to participate in the discussion of the exception process.	Comment by marya.white: Please insert, "EISPC also welcomed written comments and information from SSC and EIPC members."

All exceptions were presented and, if not adopted by consensus, were voted on by the EISPC.  The results of this EISPC effort were then presented to the full SSC on its conference call held on January 18, 2011.  The following information is found in the appendices:

· Appendix ###: Projected New Facilities Common to Both the Roll-up Integration Case model and the Stakeholder Specified Infrastructure model.
· Appendix ###:  Projected New Facilities Contained in the Roll-up Integration Case model but Removed from the Stakeholder Specified Infrastructure model as a Result of the Stakeholder Process.
· Appendix ###:  Projected New Facilities Contained in the Roll-up Integration Case model Originally Removed from the Stakeholder Specified Infrastructure model but Re-Instated as a Result of the EISPC exception process.

It should be noted that the Stakeholder Specified Infrastructure (or Baseline Infrastructure) (SSI) model was prepared solely for the analyses to be performed within this DOE project and has not been subjected to either the scrutiny of a reliability evaluation or to the regional planning processes provided for in FERC Order 890 and therefore should not be used for any other purpose.  The SSI model differs in many respects from the originally submitted Roll-up Integration Case model in that many of the additional generating resources and transmission facilities that were included in the Roll-up Integration Case model, which was prepared by the Planning Coordinators in accordance with their respective Order 890 planning processes, were removed from the model in accordance with the stakeholder specified exclusion/inclusion criteria.  The Stakeholder Specified Infrastructure (or Baseline Infrastructure) model does not reflect, in its entirety, either the Roll-up Integration Case model or the respective regional plans adopted by the Planning Coordinators through their regional planning processes.  

When the inclusion/exclusion outcome of projected generating resources and transmission facilities for the SSI model had been determined according to the SSC criteria, the power flow model was then modified accordingly and tested for its ability to reach a load flow solution[footnoteRef:7] and was used in the remaining portion of Task 2 – determination of the transmission limits to be used in Task 5 – and in subsequent tasks within the project.  This model was not tested to determine if it met the planning standards or criteria of any of the Planning Coordinators’ FERC Order 890 processes. [7:  Provide explanation of the fixes that had to be made for the model to solve. [JYB:  Need name of transmission facility that was added back to model in order for the model to solve.]] 



[bookmark: _Toc306956479]Transmission Limits to be used in Task 5 Work

To complete Task 5, specific transfer limits between regions to be used by CRA in its NEEM model were developed.  Determination of the transfer limits for the macroeconomic analysis (using CRA’s MRN/NEEM model – see Task 5 and Appendix XX for a description of this model) required identification of the “pipes” and “bubbles” that would be in the model.  In the NEEM model, the North American interconnected power system is modeled as a set of regions connected to each other by a network of inter-regional transmission paths/transfer limits.  The set of regions, their connectivity and transfer limits are user-defined inputs.  Below is a diagram of the regions that were used for this assessment.  These regions were essentially the regions that were contained in the NEEM model originally with the exceptions that some of the regions were combined, particularly in the New York area, and the Hydro Quebec (HQ) and maritime regions were added because the NEEM model does not include those regions.


[bookmark: _Toc306956516]Figure 1:  NEEM Regions and Transfer Limits

[JYB PLACEHOLDER:  Transfer limits to either be added to figure or shown in a table.  Need a better diagram]
The original NEEM limits are reliability limits that were developed using the Stakeholder-Specified Infrastructure information, the Roll Up model developed by the PAs for the Eastern Interconnection (described above), historical transfer limits and analysis completed by the PAs. Where there were transfer limits needed between the PAs the involved PAs collaborated on the approach and the final output.[footnoteRef:8] The description of how each PA determined their particular limits is contained in the file that can be found in Appendix ___.  (NEEM Transfer Limits Input Descriptions).	Comment by Bob Pauley: Some times it’s Roll Up and sometimes it’s Roll up.  Not a big deal.    [8:  The transfer limit values for the Baseline Infrastructure can be found at: http://www.eipconline.com/uploads/NEEM_Transfer_Limits_Input_Matrix_FINAL_2-4-11.xlsx.] 


In addition to the regions shown above, for some futures the regions were grouped into “Super Regions.”  These Super Regions were used in the Regional futures (Future 3 – National Carbon Constraint – Regional Implementation and Future 6 – National RPS; Regional Implementation) and the connections between the Super Regions were not allowed to expand in those regional futures.  See Figure 4.  The implications of this modeling are described under Task 5 below.

HQ and Maritimes were modeled as pseudo regions and are not represented by economic and power sector models in MRN and NEEM.  For that reason these generation models were used to represent expansion in those regions that would be exported to other NEEM represented regions. 

As mentioned earlier in this section, the interface transfer limits in NEEM are reliability limits. These limits are not the actual capacity of transmission projects. When these limits are expanded via the analysis described in this report, the actual transmission capacity of projects will be much greater than the interface capacity due to reliability constraints and parallel loop flows of ac systems.  	Comment by marya.white: Either explain alternating vs. direct current or just say "most transmission" instead of "ac"	Comment by Bob Pauley: There are several terms that would benefit from definition.  As I recall, EIPC was developing a glossary of terms and abbreviations.  


[bookmark: _Toc306956480]Task 3 – Production Cost Analysis of Regional Plans

The project SOPO initially called for the EIPC to perform economic analysis of the integrated regional plans using production cost modeling.  The production cost analysis would assess all hours of the future year and would forecast energy production costs, constraints limiting dispatch and interregional transactions, anticipated emissions, renewable energy production, and other pertinent information.  In addition, the production cost analysis would use a model that simulates the hour-by-hour operation of the transmission and generation system in the Eastern Interconnection, incorporating transmission reliability and environmental considerations.  One of the key inputs for Task 3 was to include the results from Task 2 development of the Eastern Interconnection-wide model based on integration (roll-up) of the existing regional plans.  The subtasks defined in the SOPO for Task 3 are: 

Subtask 3.A.	Perform production cost modeling for the Roll-up Integration Case.
Subtask 3.B.	Document and communicate results of production cost modeling and post the analysis on the EIPC website.

As the initial work on Task 3 began, the EIPC concluded that the results from the analysis contemplated would be less valuable due to the changed direction of the SSC regarding the macroeconomic analysis.  On that basis, the EIPC approached DOE with a recommendation to eliminate Task 3 and apply the resources to other tasks, most notably Task 4 and Task 5.  DOE agreed with this modification and issued new project documents to record the change.


[bookmark: _Toc306956481]Task 4 – Selection of Macroeconomic Futures and Sensitivities

1. [bookmark: _Toc306956482]Futures Definitions

The principal task of the Scenario Planning Working Group was to agree upon and develop narratives of eight macroeconomic futures and the nine sensitivities that would go with each future.  Following SSC approval, these eight futures were then passed on to the SSC Modeling Working Group which would develop the representative data inputs for the CRA model for each future and sensitivity.

Coordination with Modeling Working Group
The SPWG began coordination with the Modeling Working Group (MWG) early in the process to ensure that the MWG would have a good understanding of the futures that were being chosen.  The MWG was responsible for developing the detailed quantitative inputs to the CRA MRN/NEEM models that would reflect the futures and sensitivities.  The SPWG and the MWG held joint meetings in the Fall of 2010 to discuss the futures, sensitivities and the input data that would be used.  These efforts are described in more detail in the Modeling Working Group section below.

Coordination with EISPC
Throughout the process, the SPWG coordinated closely with the EISPC.  Originally, the agreement between the EIPC, SSC and the EISPC was that the EISPC would select four of the eight macro scenarios.  In actuality, the SPWG and EISPC instead made joint recommendations to the SSC regarding the eight macro scenario Futures and the 72 Sensitivities.  The EISPC and SSC used the recommendations and reached consensus on the eight Futures and 72 Sensitivities that were ultimately analyzed.

Futures Development
The SPWG began working in August of 2010.  Initial discussions included the process by which the group would develop the futures.  Different processes were discussed including:

1. Building futures from the bottom up (“Deloitte” approach)
a. Identifying 4-5 key drivers of transmission development
b. Developing ranges of plausible outcomes for those drivers
c. Combining those drivers into plausible and internally consistent futures
d. Testing the futures to ensure they cover a full range of plausible futures
2. Shell Approach
a. Identify focal question
b. Identify two key drivers of the question
c. Build 2x2 matrix resulting in four futures
3. Building off existing futures
a. Locating and reviewing existing futures that have been developed by others, e.g., Western Electricity Coordinating Council futures
b. Customizing those futures for this application
4. Hybrid approach
a. Identifying key drivers
b. Identifying futures ideas
c. Iterating between driver discussions and futures discussions until futures began to emerge

There was discussion of the criteria for choosing futures.  Some suggestions were:

· Diversity in forecasts/outcomes (e.g., not just a “green” future).
· Diversity in key Drivers.
· Diversity in Transmission outcomes.
· Diversity in Policy drivers/outcomes.
· Plausibility (affordability, consumer acceptance).
· Ease of communicating the results.
· Time commitment required.
· Likelihood of achieving consensus with method.
· Whether “single bullet” futures should be included or combined with other policies to form a future.

Ultimately the SPWG decided to take the hybrid approach described above. The group began to brainstorm drivers and futures in September and the group met in a face to face meeting in early October 2010 and in subsequent conference calls of the group.  The group reviewed drivers and futures that had already been developed and added futures ideas.  These futures ideas were grouped and prioritized and the group split into smaller groups to develop the futures ideas more fully.  Futures ideas ultimately included:

· Business As Usual (BAU)
· Carbon capture
· National RPS
· Nuclear resurgence
· Transportation electrification
· Aggressive EE
· Distributed Generation
· Canadian imports
· Commercial storage
· High coal retirements
· Regional implementation of RPS and carbon capture
· National RPS + imported hydro
· Rapid technology development and offshore wind 
· Shale gas works – low-cost natural gas, high availability
· Balanced/diversified/economic fuel mix + regional RPS + EE/DR proliferation+ DG + Storage
· Commercial storage + aggressive EE/DR/smart grid + National RPS
· Aggressive EE/DR/smart grid + accelerated penetration of small DG near customer load
· Nuclear resurgence + regional implementation of RPS and carbon reductions + increased imports of Canadian low carbon power
· National RPS + accelerated retirements and no new builds of coal +  transportations electrification
· Carbon constrained + national RPS + nuclear resurgence + increased Canadian low carbon power 
· High transportation electrification case 
· BAU Enhanced Roll-up 
· Enhanced Storage Future
· Increased Consumer Awareness
· High Coal Retirements
· Significant increase in interregional transfer capacity
·  Multiple policy future
· New Storage Capacity Development
· Transmission Light
· Path to 80% reduction in carbon emissions by 2030.

Key drivers were identified that were considered important for all futures.  These key drivers included:

· Policy goals of the future.
· Policy implementation approach.
· Economic performance.
· Load growth.
· Technology performance.
· Fuel prices and availability.

A template was developed that identified the central idea, provided a more detailed narrative of the idea, identified the performance of the key drivers in the scenario and provided a list of sensitivity ideas.

The SPWG presented its recommendations to the SSC between October 2010 and XX 2011.  The SSC chose eight Energy Futures and associated sensitivities for a total of 80 separate cases.  Four sensitivities were held in reserve to be used in the selection of the final three Scenarios for Phase II.	Comment by marya.white: Since you mention the four reserved runs immediately after, say "76" here 

The SPWG presented six futures ideas in more detail to the SSC at their October 2010 meeting.  The purpose of this presentation was to update and receive initial feedback from the SSC.  Decisions were not expected at this meeting.  The six futures presented were:

· Business as Usual
· Carbon Constrained – National Implementation
· Carbon Constrained – Regional Implementation
· Aggressive Energy Efficiency/Demand Response/Distributed Generation/Smart Grid
· National RPS – National Implementation
· National RPS – Regional Implementation.

Subsequent to the October SSC meeting the group developed more detailed descriptions of additional futures and continued to work with EISPC to develop recommendations for the SSC.  Some Futures ideas were combined and the concepts of “single focus” Futures, which relied on a single idea or technology, were included with other Futures.  For example, the Consumer Awareness and Activism Future and the Transmission Light Futures were combined as were the Mixed Policy Future and the 80% CO2 Reduction by 2050 Future.

The SPWG reached consensus on the six futures listed above that had been presented to the SSC in October but could not reach consensus on the last two futures.  The SPWG and EISPC developed and presented four additional futures for consideration by the SSC.  The SPWG also took a “straw poll” of the futures and they are presented here in order of the rank they received in the straw poll:

1. Nuclear Resurgence
2. Combined Federal Climate and Energy Policy
3. Consumer Market Awareness and Activism/Free Market/Transmission Light
4. Environmental Moderation

The SSC chose Nuclear Resurgence and the Combined Federal Climate and Energy Policy Futures.  The SSC also decided that the Consumer Market Awareness and Activism/Free Market/Transmission Light (CMAA/FM/TL) Future would be captured by defining at least two sensitivities to the BAU case that would approximate some of the conditions in the CMAA/FM/TL Future and that the Environmental Moderation future would be captured by using four sensitivities to the BAU case.

[bookmark: _Toc306956483]Sensitivities

Sensitivity Development 
As futures were developed, suggestions for possible sensitivities were also developed.  Each future was originally allocated nine sensitivities; later, it was learned that the sensitivities were fungible and there was more flexibility in how to allocate the sensitivities as long as the total number did not exceed 80.

There was conversation within the SPWG about whether to have a core set of sensitivities that would be the same in all futures.  The reason for this was to provide for more comparability among the results of the futures.  Sensitivities that appear in several futures include high and low load growth and high and low natural gas prices.  Ultimately, the SSC chose to have high and low load growth in several futures and also to include changes in natural gas prices in several.  Sometimes this meant high natural gas prices, and sometimes it meant lower natural gas prices.

The SPWG and EISPC presented a list of sensitivities to the SSC at the December 2010 meeting.  There were many areas where the SPWG and EISPC agreed and some areas where the two groups differed.  Decisions on some sensitivities were made at the February meeting and the results of those decisions were posted on the EIPC web site.  The SSC decided to leave a few sensitivity decisions open so that decisions could be made as results became available from the initial CRA MRN/NEEM runs.  The concept was to keep some sensitivities available to develop information that might be helpful to determining what the three scenarios should be for the detailed transmission build-outs.

[bookmark: _Toc306956484]Data Inputs – Modeling Working Group Activities

Modeling Working Group:  Formation of Sub Teams
For Task 4, the MWG formed several “sub-teams” to consult with CRA and the other Working Groups to provide advice and recommendations on the numerous data inputs required for the MRN/NEEM model in or to most effectively represent the designated futures and their respective sensitivities.  These sub-teams are:

· Existing Generation.
· New Generation.
· Environmental Policy.
· Load Forecasts/Demand Response/Energy Efficiency.
· NEEM/Transmission.
· Fuel Prices/Emissions.
· Economic Parameters.
· Canadian Parameters.

In the Fall of 2010, EIPC prepared an extensive document describing the MRN/NEEM models, their operation and also published a matrix containing the default data inputs and assumptions.  EIPC held a series of webinars and meetings at the request of the SSC Working groups to provide further explanations and to answer stakeholder questions.  The MWG, working with the SPWG, submitted a series of modeling-related questions that CRA and EIPC posted responses to on the EIPC website.  As a result of these activities, the MWG became more familiar with the models and input requirements and, through their sub-teams, began further exploration into certain key areas that were needed to model the energy futures under development by the SPWG and the SSC.  [Additional information on the MRN/NEEM Models is provided in Appendix D to this Report]

SSC Interaction with the Modeling Working Group
The SSC reviewed the work of the Modeling Working Group in several face to face meetings and in conference calls and webinars beginning in January 2011 and continuing until fall 2011. The MWG began with the Business as Usual and got significant SSC approval for the assumptions in the February meeting. This allowed CRA to begin model development. The SSC provided feedback either agreeing with the MWG recommendations or asking the group to refine some recommendations.	Comment by Bob Pauley: For any future effort, it might be useful to put in a number of meetings.   

As CRA completed modeling futures, they presented the results to the SSC for their review. The initial Business as Usual results were presented in March. At that time the SSC asked the MWG to revisit the environmental assumptions because EPA had issued their rules. Natural gas costs were also a significant issue for the SSC with some stakeholders wanting to ensure that lower natural gas costs were included and some requesting “extra high” natural gas costs. 

In March, the MWG presented consensus recommendations on the vast majority of inputs needed for all futures and many of the sensitivities. Where there was not consensus the MWG presented options for consideration by the SSC. Some of these non-consensus areas included PHEV levels, friction charges and off-shore wind incentives. The SSC reviewed all items and made decisions on both the recommendations and the non-consensus items and identified remaining questions and decisions.

In subsequent meetings CRA presented results of the model runs that had been completed and the results were reviewed and discussed including apparent anomalies in the results. The MWG presented three transfer limit hardening approaches to the SSC and the SSC decided to use an average of all three approaches going forward. 

Overall a significant amount of work was done by the MWG, reviewed and approved by the SSC and consensus was ultimately reached on all the inputs to the models. There were many in-depth, detailed discussions by the group as they worked to understand the issues, the implications of the issues and to make an informed decision. For more detailed explanations of the issues and resolutions refer to the EIPC website, SSC page, particularly the meeting memos and summaries from February through May 2011.

Key Input Data Assumptions
The input data assumptions for the CRA models were reviewed and investigated by each of the MWG sub-teams, which then provided their recommendations to the MWG and ultimately for decision by the SSC.  This section provides the highlights of those activities.

Existing Generation
In response to EIPC’s explanation that the source for existing generation in the NEEM model is from the Ventyx “Energy Velocity” database and that these units are then aggregated by type, size, heat rate, etc in their models, the MWG expressed a desire to verify that input data.  Accordingly, CRA organized a webinar with several sub-team members who were also licensed for access to the Ventyx database for this purpose.  Ultimately, the SSC agreed to use the Ventyx database for existing units.

New Generation 
The default source for new generation information was from the DOE's Energy Information Administration's 2010 Annual Energy Outlook (AEO) 2010 report.  At the time the AEO 2011 data was expected to be issued shortly and could be utilized to update the NEEM inputs.  The sub-team spent a great deal of time exploring various data sources for capital cost and operating characteristics of new units—with a special focus on wind generation and to a lesser extent, new nuclear and coal technologies.  The sub-team also reviewed the AEO assumptions for transmission interconnection costs, and the SSC agreed to use a uniform transmission interconnection cost for all technologies.  The SSC agreed to use the AEO 2011 as the source for new generation data.  Finally, this sub-team also devoted significant efforts to explore the appropriate factors to be utilized for wind generation (e.g., capacity factor, capacity contribution and maximum penetration levels) and in the end, the SSC approved the characteristics to be utilized for the various NEEM regions relying primarily upon the recommendations from the PAs for their respective regions. 

Environmental Issues
The sub-team reviewed and developed inputs related to EPA regulations, national and state RPS policies, and carbon policies. For state RPS policies, the sub-team in conjunction with CRA and state stakeholders aggregated information on state RPS policies and merged it into modeling tools applied to each NEEM region. National and Regional RPS policies used in futures 5, 6 and 8 were modeled according to scenario design. 

The sub-team devoted efforts to the modeling for the EPA “non-carbon” regulations and, through discussions with CRA, arrived at a recommended methodology that was approved by the SSC and used in the first three sensitivities of the BAU.  Shortly after the initial three BAU cases were run, the EPA issued proposed air and water regulations that were significantly different than previous expectations.  The SSC directed the MWG to work with EIPC and the EPA to modify the initial assumptions to more accurately reflect the new proposed regulations.  That was done and the new methodology was approved by the SSC for use in all of the energy futures as appropriate.

The sub-team also explored in detail the modeling to be used to represent a national carbon policy. Based on EIPC recommendations about the MRN-NEEM model, the sub-team recommended and the SSC approved the use of a carbon tax to achieve the targeted reductions in carbon emissions of 42% in 2030 and 80% in 2050 in futures 2, 3 and 8.  EIPC gave CRA the flexibility to iterate their models in order to determine the carbon tax needed to reach these target levels as closely as possible.

The sub-team also reviewed modeling assumptions for the REGGI regions.

Load Forecast/Demand Response/Energy Efficiency
The sub-team reviewed the load forecast assumptions provided by the EIPC Planning Coordinators in the Roll-Up Case—including the demand response and energy efficiency assumptions that were included.  The default assumptions were also reviewed and the EISPC provided detailed information on the states’ DR/EE goals for consideration as well.  The sub-team analyzed all of the information, and, with assistance from the DOE, provided the input load shapes.   This sub-team also reviewed wind load shape data from various sources and recommended for use in the NEEM models.	Comment by Bob Pauley: Would you also want to say that there were revisions to the data that were vetted by the Subteam and the SSC?

NEEM/Transmission
The sub-team initially reviewed the revised NEEM regions and transfer limits provided by the PAs for the models.  As a result of discussions with the PAs, several modifications were made.  The PAs also provided the wheeling charges (representing each region’s point-to-point rate for “out” transactions) and friction hurdle rates (representing economic inefficiency of trading across the seam between two markets with imperfect knowledge) to be used in the models for review and discussion with the sub-team.  The PA’s inputs were ultimately adopted by the SSC.

The NEEM sub-team worked with EIPC and northeastern stakeholders and developed a method to represent Maritime and Hydro Quebec resources in the adjacent NEEM bubbles.  Reference Maritimes and HQ resource modeling document.  [JYB:  Need to locate this document for reference]

A major effort of this sub-team was devoted to exploring the “soft constraint” methodology proposed by EIPC to address the transmission expansion issue for Task 5.  Initially it was envisaged that the soft constraint methodology would be used for many sensitivities however the stakeholders instead wanted to use information from the soft constraint methodology but used fixed pipe sizes instead.  The follow-on work for the sub-team was to develop a methodology for analyzing the soft constraint output data in order to determine the “hard transfer limits” to apply to select futures.  For details on the soft constraint methodology and the transfer limit hardening see section 2(b) and Appendix X.

Finally, the sub-team reviewed the high-level transmission cost methodology developed by the Planning Coordinators for application in Task 5.

Fuel Prices/Emissions 
The sub-team focus was on coal and natural gas prices.  The MRN model derives the coal prices based upon economic parameters for use in the NEEM model.  The sub-team recommended, and the SSC agreed, to utilize this feature for the studies.  Natural gas prices were a major focus of the sub-team’s efforts since it was anticipated that this would be a major driver of the resource expansions for many of the futures.  After considerable debate and analysis by the sub-team, the SSC agreed to use the AEO 2011 gas prices as the base assumption and a hybrid of AEO 2010 and 2011, developed by the sub-team, for the high gas price cases.  Show chart of gas prices used.	Comment by Bob Pauley: We were fortunate that EIA gave us a pre-release heads up that the trajectory of natural gas prices was going to be lower in the 2011 release and that substantially influenced the thinking of the SSC and, ultimately, the results.  

Economic Parameters
The sub-team focused on a review of the economic assumptions utilized in the MRN model and how they interact with other parts of the models.  The factors reviewed by the sub-team included discount rate, GDP deflators, co-efficients of elasticity and substitution factors as well as tax rates.  The sub-team also reviewed how the assumptions for balanced budgets, labor and GNP were developed by the models.  The SSC agreed to utilize the CRA’s default assumptions for these factors.

Canadian Parameters
The sub-team provided input data for several Canadian regions regarding such factors as load forecasts and shape, wind output, and other economic parameters.  This sub-team was also instrumental in providing data on new generation expansion plans for the Canadian regions and, in consultation with the NEEM/TX sub-team, modeling cross-border hydro transactions into the Northeastern U.S. regions.


[bookmark: _Toc306956485]Transmission – The “Soft Constraint Methodology”  

The MRN/NEEM models utilized for the Task 5 analysis are primarily resource expansion models which represent transmission through the use of transfer limits between the various regions or “bubbles” included in the model.  These models do not explicitly model the transmission system or include transmission capital costs.  In order to address stakeholder questions and the desire to have more information regarding the potential transmission implications of the various resource futures as input into their determination of the final three Scenarios for detailed analysis in Phase II of the Project, EIPC developed the “soft constraint methodology.”  In brief, this methodology was designed to provide information to stakeholders regarding the most likely locations for potential increases in transfer limits based upon the economic signals (“shadow prices”) provided as outputs from the NEEM model.  Following several presentations and stakeholder discussions, it was agreed that EIPC would implement this methodology for the Task 5 analysis.  For each of the eight energy futures, the SSC would determine whether to utilize one or more sensitivities under the “soft constraint” approach and the SSC would then make a subsequent determination whether to utilize increased transfer limits for subsequent sensitivities based upon that information.  [Additional information on the “soft constraint” methodology is provided under Task 5 and in Appendix f to this Report]

Finally, as described in more detail under Task 5, the Transmission sub-team developed a methodology for SSC approval to analyze the soft constraint data in order to determine the increased “hard transfer limits” to apply to subsequent sensitivities.  The PA’s then developed a procedure to provide high level estimates of transmission facilities and costs to approximate those increased transfer limits.

[bookmark: _Toc306956486] Task 5 – Macroeconomic Modeling

As discussed in Task 4, stakeholders developed 8 Futures and 72 sensitivity cases, for a total of 80 cases to be analyzed in Task 5 using economic modeling.  Models were used in Task 5 to project the electricity generation expansion and corresponding electricity flows that would take place in the EI under each Future/Sensitivity case.   To perform this analysis, the MRN-NEEM modeling framework as described below.

1. [bookmark: _Toc306956487]MRN-NEEM Model Overview

The MRN-NEEM model combines two state-of-the-art economic models: the Multi-Region National (MRN) model and the North American Electricity and Environment Model (NEEM).  This integrated modeling approach provides a robust framework for examining electricity sector specific impacts in detail while also reflecting the economy-wide impacts of specific climate policies.  An MRN-NEEM solution is a general equilibrium solution, meaning that all markets in the economy are at equilibrium.  See Appendix XX for a more detailed description of the MRN/NEEM model.

The primary reason that a general equilibrium solution is desirable in assessing energy markets is that significant policies (e.g., carbon policies) can affect energy demand growth and relative fuel prices.  Because energy is an input to most products in the economy, a carbon policy ripples through the entire economy affecting relative prices.  NEEM is strictly a model of the electric sector so it cannot assess these macroeconomic dynamics for a particular Future when run as a stand-alone model.  Since running the MRN-NEEM model involves running NEEM and MRN in succession (until convergence is achieved between the two models), it is helpful to conceptualize and discuss the models separately.    
[bookmark: _Toc286150921]
MRN Model
The top-down component of the integrated MRN-NEEM model is tailored from the Multi-Region National (MRN) model.  MRN is a forward-looking, dynamic computable general equilibrium (CGE) model of the United States.  It is based on the theoretical concept of an equilibrium in which macro-level outcomes are driven by the decisions of self-interested consumers and producers.  The basic structure of CGE models, such as MRN, is built around a circular flow of goods and payments between households, firms, and the government, as illustrated in Figure __.  


[bookmark: _Toc306956517]Figure 2:  Circular Flow of Goods and Services and Payment

[bookmark: _Toc286150922]NEEM Model
The North American Electricity and Environment Model (NEEM) is a flexible, partial equilibrium model of the North American electricity sector that can simultaneously model both system expansion and environmental compliance over a 30- to 50-year timeframe. 
NEEM was developed to analyze the impact of environmental policy and major economic drivers on the electricity sector.  The model calculates the “least-cost solution” to serve load, while complying with environmental policies and meeting resource adequacy requirements and major transmission constraints.  

NEEM can be used to model both regional and national environmental policies including direct taxes on emissions, emission caps, command-and-control policies, as well as renewable portfolio standards.  In addition to forecasting zonal electricity and emissions prices, NEEM optimizes retirements, environmental retrofits, and construction of generating capacity.

The model employs detailed unit-level information on all of the generating units in the United States and large portions of Canada.  In general, coal units of 200 MW or greater are represented individually in the model, and other unit types are aggregated within each NEEM region.  NEEM models the evolution of the North American power system, taking into account demand growth, currently installed generation, future available generation technologies, pollution control technologies, and environmental regulations both present and future.  

The North American interconnected power system is modeled as a set of regions (“NEEM regions”) that are connected by a network of transmission paths.  This paradigm is also referred to as a “transport model” or a “pipes-and-bubbles” model.  Transfer limits are specified between the NEEM regions.  NEEM is a load-duration curve model, with 20 load blocks totaling to 8,760 hours modeled in each year.    
[bookmark: _Toc286150923]
MRN-NEEM Integration Methodology
The MRN-NEEM integration methodology follows an iterative procedure to link the top-down and bottom-up models. The method utilizes an iterative process where the MRN and NEEM models are solved in succession, reconciling the equilibrium prices and quantities between the two models.  The solution procedure, in general, involves an iterative solution of the top-down general equilibrium model (MRN) given the net supplies from the bottom-up electric sector sub-model (NEEM), followed by the solution of the electric sector model (NEEM).  The two models are solved independently using different solution techniques but are integrated through iterative solution points.  To speed solution times, the models are solved for every fifth “modeling year” (e.g., 2015, 2020, 2025).


[bookmark: _Toc306956518]Figure 3:  NEEM Regions
[JYB:  Need editable diagram in which Ontario designation can be changed from “OH” to “IESO.”]

In addition to the regions shown above, for some futures the regions were grouped into “Super Regions.”  These Super Regions were used in the Regional Implementation futures (Future 3 – National Carbon Constraint – Regional Implementation and Future 6 – National RPS; Regional Implementation) as a means to represent a regional, rather than national, approach to implement the policy mechanisms that defined those futures.  To implement the regional approach in the model, the transfer limits between the Super Regions were not allowed to expand in those regional futures.


[bookmark: _Toc306956519]Figure 4:  Super Regions

In all of the futures, the regions were also grouped into “Intermittency Regions.”  The “Intermittency Region” concept was intended to represent the geographic area within which the intermittent output from certain generation resources could be shared.  The model would not allow energy output from intermittent resources to be shared between two separate “Intermittency Regions.”  The NEEM regions that comprised the “Intermittency Regions” differed depending upon whether the future was a National or Regional policy implementation future.  National policy implementation futures had four, larger “Intermittency Regions”, while the Regional policy implementation futures had seven, smaller “Intermittency Regions,” consistent the grouping of Super Regions. 

[JYB PLACEHOLDER:  Add diagram showing the seven Intermittency Regions]

[bookmark: _Toc306956488]Modeling Methodology

Using the stakeholder-approved input assumptions described in Task 4, MRN-NEEM model runs were completed for each of the Futures/Sensitivity cases using the following modeling steps.[footnoteRef:9] [9:  See (LINK) for the modeling input assumptions used in all of the Futures and Sensitivities.   The Task 5 results presented herein use modeling assumptions developed by EIPC, EIPC stakeholders, and CRA in Task 4 for purposes of EIPC capacity expansion modeling.  As such, these results do not necessarily reflect the opinions or views of CRA or any individual EIPC, SSC or EIPSC stakeholder.] 


Macroeconomic Baseline for Each Future
The integrated MRN-NEEM model was used to maintain macroeconomic consistency among eight Futures.  For the Base Case of each Future, the key modeling steps were as follows:

1. BAU-Future 1 input assumptions were developed by the stakeholders to apply in the MRN-NEEM model (see Task 4).
2. For the BAU-Future 1, the MRN-NEEM model was calibrated to yield a macroeconomic baseline (Base Case) largely based on the Energy Information Administration’s Annual Energy Outlook 2011 (Early Release), modified by stakeholders with respect to certain electricity sector assumptions (e.g., electricity demand, natural gas prices).   The Base Case generation expansion results for this Future are from the NEEM output from this MRN-NEEM model run.[footnoteRef:10] [10:  As noted in the Task 4 summary, modified EPA regulations were incorporated into the Future 1 Base Case to establish a new Base Case from which all subsequent Futures and Sensitivities were developed.  This case, Future 1, Sensitivity 3, served as the baseline for comparing all subsequent case results.  ] 

3. For each subsequent Future, changes to the MRN-NEEM input assumptions were made in accordance with the Future definition. 
4. A new MRN-NEEM model run was then performed to establish the macroeconomic baseline (Base Case) for that Future, including GDP, electricity demand and natural gas prices, along with capacity expansion in the electricity sector.[footnoteRef:11]  The Base Case generation expansion results for the Future are from the NEEM output from this MRN-NEEM model run. [11:  Per stakeholder decisions, Futures 2 and 3 were based on the same MRN-NEEM macroeconomic baseline, as were Futures 5 and 6.   Future 1 was used as the macroeconomic baseline for Future 4.  For these pairs of Futures, differences in results for the Base Case of that Future result solely from differences in NEEM input assumptions regarding the electric sector.] 


Sensitivities for Each Future
The sensitivity cases for each Future used the MRN-NEEM Base Case for that Future as the starting point.   Changes in input assumptions from the Base Case (e.g., high load) were then run through the NEEM model on a stand-alone basis to capture the impact of the sensitivity on the electric sector.  For most Futures, soft constraint sensitivities were first conducted in NEEM to help stakeholders assess the amount of transfer path expansion between NEEM regions in the EI that might be economic for the Future.  

Using the stakeholder-developed transfer limit expansions between EI NEEM regions derived from the soft-constraint sensitivities, the remaining additional sensitivities were then conducted for each Future.  In most Futures, this included evaluating the impact of increasing the transfer limits as a “hardened limit” sensitivity case.[footnoteRef:12]    [12:  For Futures 1, 4 and 7, the transfer limits were not increased, thus no “hardened limit” sensitivity was conducted.] 


Initially the model was run with the transfer limits developed by the PAs (the “Base Run”).  Then a sensitivity used to test expansion of the transfer limits was run (the “Soft Constraint Run”).  The Soft Constraint methodology was developed by the CRA and EIPC and approved by the stakeholders. In the Soft Constraint methodology, an additional “overload pipe” is added to a constraint in addition to the “baseline pipe”.  The overload pipe has unlimited transfer capacity subject to a wheeling charge (“overload charge”) set proportional to the shadow prices in the baseline run of the model.  The NEEM model would first choose to utilize the baseline pipe (as there was no overload charge applied for the use of that pipe) and then – to the extent economically justified – use the overload pipe for any further desired energy transfers. [Insert Reference to CRA/EIPC presentations on Soft Constraint Model here  http://www.eipconline.com/Modeling_Results.html (JYB:  Describe what will be found here)].    The stakeholders agreed to set the overload charge for each constraint to either 75% (OL75) or 25% (OL25) of the average baseline run shadow prices for that constraint (the greater the reduction of the shadow price, the greater increase in energy transfers).  Once the soft constraint sensitivities were run, an analysis was needed in order to translate the soft constraint sensitivity energy transfers into new “hardened” pipes (i.e., the constrained use of unlimited capacity pipes needed to be converted to new fixed pipe sizes).  These “hardened” pipe limits were then used in the NEEM model to run the remaining sensitivities for the particular future in question.  The hardening process is described below.  The stakeholders then determined which level of pipe sizes – the original limits determined by the PAs, the “hardened limits” using the 25% soft constraint run or the “hardened limits” using the 75% soft constraint run – would be used to run the remaining sensitivities for a particular future.

To summarize, the process developed was:

1. Run the base case for the Future with the PA developed transfer limits.
2. Run the soft constraint sensitivities where specified by the stakeholders.
3. Perform the “hardening methodology” on the soft constraint runs.
4. Stakeholders choose the base limits or new “hardened” limits for the remaining sensitivity runs in the future.
5. Run the remaining sensitivities with the chosen limits.

Expansion of Transfer Limits:  Stakeholder Choices and Results
Below is a list of the futures and sensitivities where the shadow prices were reduced and the limits chosen by the stakeholders.

· Future 1 – Business As Usual – two soft constraint sensitivities were run, one with shadow prices set to 25% of their level in the Base Case (OL25) and one with shadow prices set to 75% of their level in the Base Case (OL75).  These sensitivities ultimately were not used and the transfer limits were set at the original levels determined by the PAs. Setting the pipe limits to the original levels set by the PAs means that no additional transmission is needed over and above what was included as part of the Stakeholder-Specified infrastructure model.
· Future 2 – National Carbon Constraint – National Implementation – two soft constraint sensitivities were run with shadow prices set to 75% of their level in the Base Case (OL75) and 25% of their level in the Base Case (OL25).  The hardened version of the OL75 result was used for the remaining sensitivities. This resulted in a 40 GW additional buildout of firm transmission interface capacity between zones.
· Future 3 – National Carbon Constraint – Regional Implementation – one soft constraint sensitivity was run with shadow prices set to 75% of their level in the Base Case (OL75).  The hardened version of this result was used for the remaining sensitivities. As mentioned above the “pipes” between super regions were not allowed to expand in this model, only pipes within the super regions were allowed to expand.  This process resulted in a 5 GW buildout of transmission.
· Future 4 – Aggressive Energy Efficiency/Demand Response/Distributed Generation/SmartGrid – no soft constraint sensitivities were run and the original transfer limits determined by the PAs were used for the remaining sensitivities. No additional transmission buildout was specified.
· Future 5 – National RPS – National Implementation – two soft constraint sensitivities were run with shadow prices set to 75% of their level in the Base Case (OL75) and 25% of their level in the Base Case (OL25).  The hardened version of the OL25 result was used for the remaining sensitivities.  This resulted in a 64 GW additional buildout of transmission.
· Future 6 – National RPS – Regional Implementation - one soft constraint sensitivity was run with shadow prices set to 25% of their level in the Base Case (OL25).  The hardened version of this result was used for the remaining sensitivities.  As mentioned above the “pipes” between super regions were not allowed to expand in this model, only pipes within the Super Regions were allowed to expand.  This process resulted in a 3 GW buildout of transmission.
· Future 7 – Nuclear Resurgence – one soft constraint sensitivity was run with shadow prices set to 25% of their level in the Base Case (OL25).  Stakeholders chose to use the Base Case limits for this future, resulting in no additional transmission buildout.
· Future 8 – Combined Federal Climate and Energy Policy – both the OL25 and OL75 soft constraint sensitivities were run and the stakeholders chose the OL75 run to set the hardened limits, resulting in a 37 GW buildout of transmission.

[bookmark: _Toc306956489]Modeling Results

The results obtained from the modeling runs will first be described from a high-level perspective.  The overall effect of Future’s assumptions on generation resource capacities is compared and discussed.  Following the high-level summary discussion is a summary of key findings for each each Future.

High-Level Summary of Results
Detailed model outputs (“Output Reports”) were provided to stakeholders for each of the 80 (76 thus far) Future/Sensitivity cases analyzed.  The outputs were provided by modeling year (every 5th year) from 2015 through 2040 by NEEM region for the following parameters: 

· New capacity builds by type.
· Capacity retirements by type.
· Generation by type of capacity.
· Emissions and emissions costs by type of capacity. 
· Fuel and O&M costs by type of capacity.
· Capital costs for new capacity builds by type of capacity. 
· Energy flows by transfer path.  

A number of other parameters were reported as well.[footnoteRef:13]  These Output Reports are posted at http://www.eipconline.com/Modeling_Results.html.  CRA provided an overview and interpretation of the key results for each case to the SSC on an on-going basis as the cases were analyzed.  These presentations are also posted at http://www.eipconline.com/Modeling_Results.html.   [13:  See  http://www.eipconline.com/uploads/EIPC_MRN-NEEM_Output_Reports_Framework_3-25-11.pdf  for an overview of the information contained in the Output Reports.  ] 


Installed Capacity in 2030
One key output of each Future/Sensitivity case was the amount of installed capacity in the EI in service in 2030 by capacity type.  These results are summarized for all Future/Sensitivity cases in Appendix ___.  Shown below are the results for a single key case within each Future.  Results for the Base Case for the Future are shown for Futures 1, 4 and 7 as the transfer limits between NEEM regions were not expanded in these Futures.  Results for the “Hardened Limit” sensitivity results are shown for Futures 2, 3, 5 and 6, reflecting the expansion of transfer limits between NEEM regions selected by stakeholders.  A “Hardened Limit” case was not run for Future 8, thus the results of the soft-constraint case used by the stakeholders to develop expanded transfer limits for this Future are shown.   


[bookmark: _Toc306956522]Table 3:  Installed 2030 EI Capacity (GW) by Capacity Type for Key Cases

As shown, installed coal capacity is significantly reduced by 2030 relative to 2010 in all Futures under the input assumptions developed in Task 4.  The Futures with climate constraints (Futures 2, 3 and 8) reduce the amount of coal capacity in place more substantially.   Nuclear capacity increases somewhat from 2010 levels in these same climate constraint Futures and also in Future 7 (Nuclear Resurgence).   Combined cycle (CC) capacity increases substantially by 2030 from 2010 levels in all Futures except Future 4 (Aggressive EE/DR/DG/Smart Grid), and increases most markedly in the Futures with climate constraints.   Steam oil/gas capacity is reduced from 2010 levels in all Futures, particular the Futures with climate constraints.  Hydro capacity is not significantly impacted across the Futures.   

On-shore wind increases from 2010 levels in all Futures, particularly in the Futures with climate constraints and/or RPS requirements (Futures 2, 3, 5, 6 and 8).  Off-shore wind capacity does not increase significantly from 2010 levels except in Future 6 (National RPS – State/Regional Implementation).   Other renewable capacity (e.g., solar, landfill gas, biomass) increases somewhat from 2010 levels, more significantly in Future 6.  The amount of additional HQ/Maritimes capacity installed to export to the EI is either zero or relatively small across the Futures.[footnoteRef:14]  GW of Demand Response (DR) is an input assumption, and is significantly higher by 2030 than in 2010 in all Futures, particularly so in Futures 4 and 8.[footnoteRef:15]  [14:  Assumptions regarding the potential expansion of the Maritimes and Hydro Quebec systems to export additional hydro/wind power to these neighboring regions were developed by EIPC stakeholders.  This expansion potential is modeled in NEEM as “pseudo-generators” that could be potentially constructed (depending on economics) inside of the neighboring NEEM region to reflect the expansion of these exports.  See Exhibit 19 in LINK for further detail.]  [15:  EIPC stakeholders developed an estimate of the demand response (in terms of GW) in each NEEM region for use in this study.  The DR in each NEEM region is modeled in NEEM as a “pseudo generator” that has a high variable cost applied ($750/MWh).  Thus, this DR will generally not assist in meeting energy demand but will reduce the need for capacity expansion.  [JYB:  LINK?  Need explanation and loction of LINK document]] 


The total amount of installed capacity various between these cases as a function of the electricity demand for the Future (see below) and also as a result of the amount of variable resources (wind and solar) installed.  Under the input assumptions developed in Task 4, these variable resources have reserve margin contributions of 30% or less of their installed capacity value.  As such, all else equal, as variable resource installations increase, the more total capacity there will be in aggregate given the need to meet planning reserve requirements in each Future/Sensitivity case.   	Comment by marya.white: varies?

Generation by Capacity Type, Demand and CO2 Emissions
For these same key cases for each Future, EI generation as a percent of EI energy consumption in 2030 is shown below for six key capacity types (combined-cycle (CC), coal, nuclear, on-shore wind, off-shore wind, and hydroelectric facilities).  Also shown are the EI energy consumption and EI CO2 emissions in 2030 for these same cases.


[bookmark: _Toc306956523]Table 4:  2030 EI Generation as Percent of EI Demand for Six Key Capacity Types, 2030 EI Demand, and 2030 EI CO2 Emissions

As shown, the supply of energy from each of the six key capacity types varies considerably by Future, but in aggregate these six types supply more than 90% of the EI energy in all Futures.  The Futures that include carbon constraints (Futures 2, 3 and 8) drive the share of EI generation from coal-fired facilities to nearly zero by 2030.  On-shore wind generation as a share of total energy demand increases significantly in the carbon constraint and RPS futures (Futures 2, 3, 5, 6 and 8).  

Relative to the BAU, electricity demand in the EI in 2030 falls by more than 12% in the carbon constraint futures (Future 2 and 3), and by nearly 20% in Future 4 (Aggressive EE/DR/DG/Smart Grid) and Future 8 (Combined Federal Climate and Energy Policy).  Relative to the BAU, CO2 emissions in 2030 in the EI decrease by roughly 20% in the RPS Futures (Future 5 and 6), and 80% in the carbon constraint Futures (Futures 2, 3 and 8).

As part of the selection process used to identify the three scenarios for detailed transmission analysis (see Task 6), a detailed comparison of a number of key results for each of the 80 Future/Sensitivity case was prepared by stakeholders using the Output Reports.  This summary can be found at LINK.

[bookmark: _Toc306956490]Future by Future:  Key Findings

Captured below are some of the key economic findings in each Future.  In assessing these results, it is important to understand that each model run has perfect foresight about the future (i.e., future gas prices, new capacity costs, demands, etc.).  The model will retire/build units to minimize costs, even if the savings are small.  With uncertainty, these decisions would not necessarily be made in the same way.  Sensitivity analyses are useful to help assess the impact of uncertainty. 	Comment by Bob Pauley: The retirement algorithm might benefit from more explanation since the retirements had an important influence on the results.  	Comment by marya.white: Should also mention that the model cannot recognize "lumpy" additions.  The model adds a MW at a time, rather than being forced to add XXXMWs at a time, as in real life.	Comment by marya.white: 

Future 1 – Business As Usual  (BAU)

Future 1 BAU incorporates policies already in place or expected to be in place in the near-term, but does not include any additional policies such as climate change legislation.  Model run findings are as follows:

· Base Case
· In the BAU, the relatively low gas price forecast in comparison to the high prices incurred several years ago makes new gas-fired capacity economically attractive in comparison to older, existing coal units with high fixed O&M and relatively high variable costs.  
· In addition, many coal units face additional costs by 2020 for cooling water, coal ash, scrubbers, SCRs and mercury controls under new EPA regulations.  Based on the BAU input assumptions, 95% of large EI coal plants require at least one retrofit, and many require multiple retrofits.
· BAU assumptions for forced (specific units already planned to be placed in service) generating unit builds, demand response, and load growth are such that even with no economic generation builds or retirements, the EI is long capacity through 2030 (96 GW long in 2015 and 48 GW long in 2030).   The model will seek to minimize total costs, and will retire units no longer needed to meet reserve requirements. 
· The combination of low load growth, high DR, and high forced builds combine to make both coal and oil/gas steam units economically retire in significant numbers.
· As shown in Table 3, in addition to the forced retirements of 12 GW of coal and 2 GW of steam oil/gas under existing plans, 55 GW of coal and 35 GW of steam oil/gas units economically retire in the EI by 2015.  Another 15 GW of coal fired capacity retires by 2020 as the EPA regulations come into place.
· Most of the additions in 2015 represent forced in capacity.  As shown, by 2030, CCs are the dominant economic expansion choice in the BAU with on-shore wind expansion also contributing.  

[image: ]
[bookmark: _Toc306956524]Table 5:  BAU: New Builds and Retirements by Capacity Type for the Eastern Interconnection – 2015, 2020, and 2030 (GW)

· Soft-Constraint Runs
· Two soft constraint sensitivities were run in the BAU, one with shadow prices set to 25% of their level in the Base Case (OL25) and one with shadow prices set to 75% of their level in the Base Case (OL75).  
· Based on the results of the BAU Base and soft-constraint runs, no inter-regional transmission expansion was applied in the remaining Future 1 sensitivities. 
· In large part, with low gas prices, new gas-fired plants, which can be constructed most anywhere in the EI, are usually the economic new generation choice thereby limiting the need for a significant inter-regional transmission expansion in the EI. 
· Additional Sensitivities (See Appendix _ for further detail)
· With High load (F1S4), most of the additional capacity installed is comprised of gas-fired CCs and CTs.  With Low load (F1S5), coal plant and steam oil/gas retirements increase and fewer CCs, CTs and Wind are constructed.
· With High gas (F1S6), Coal retirements decrease and additional new coal and wind capacity is constructed.  Fewer CCs and CTs are constructed, and more steam oil/gas retires.  With Extra High Gas (F1S7), 2030 results are fairly similar to F1S6 as gas prices are the same by 2030.
· With Extra Low Renewable Costs (F1S8), 52 GW of additional on-shore wind is installed and 3 GW of off-shore wind is installed in VACAR. Other renewable builds are essentially unchanged.  With Low Renewable Costs (F1S11), results are similar in direction to F1S8.
· With Increased EE/DR and RPS (F1S9), CC and CT installations are reduced because of lower overall demand.  EI wind and other renewable installations increase by 8 GW to meet the higher RPS.  With Reduced EE/DR and RPS (F1S13), increased CC and CT installations in response to higher demand and reduced wind builds in response to lower RPS.
· With High PHEV (F1S10), CCs and CTs are installed to meet the additional demand.
· With New EPA Regulations Delayed (F1S12), coal plant retirements decrease by 15 GW, offset by increased steam oil/gas retirements and reduced CC installations.  With a 5-Year Delay in New EPA Regulations (F1S14), there is a modest (4GW) reduction in EI coal retirements.
· With PTC Expires/No RPS (F1S15), EI on-shore wind construction is reduced substantially (30 GW).  Only forced on-shore wind installations of 23 GW take place. With PTC Expires/No RPS/High Load (F1S16), results are similar to F1S15 for Wind.  CC and CT capacity is constructed to meet the additional demand.

Future 2 – National Carbon Constraint – National Implementation 

In this Future, carbon prices are implemented to reduce U.S. CO2 emissions by 42% by 2030 and 80% by 2050 from 2005 levels.  (Canadian NEEM regions face the same carbon prices).  In addition, EI NEEM regions are aggregated into 4 solar/wind intermittency regions, each with a 35% limit.  Model run findings are as follows:

· Base Case 
· Achieving the 80% emission reduction in 2050, absent earlier year banking, requires a significant increase in carbon prices.  The CRA iteration process to match the 2030 and 2050 targets yielded a carbon price that was $27 per ton (2010$) in 2015 rising to $140/ton in 2030, and then increasing to $369 per ton by 2040 and further thereafter. 
· The CO2 prices and the feedbacks between MRN and NEEM results in changes in gas prices and electricity demand between the BAU (F1S3) and Future 2 Base Case (F2B).
· Higher electricity prices and lower GDP reduce electricity demand in the EI by 12% by 2030. 
· Gas prices increase as CCs are built in the early years in F2B.  But as CO2 prices increase further, CCs become uneconomic reducing gas demand and yielding a significant decrease in gas prices.
· In comparison to the BAU, additional coal plants are retired in the early years and replaced largely with CCs.  Later, wind expansion becomes dominant along with nuclear.  At these CO2 prices, both new IGCC w/CCS plants and CCS retrofits are minimal as these options are uneconomic in comparison to CCs in the early years and later to wind/nuclear.  26 GW of off-shore wind is constructed in 2035, but little prior to that time.  Biomass similarly begins to be constructed in significant amounts in 2035. 
· The mix of EI generation as a percent of EI load changes considerably from the BAU to Future 2.  The CC share increases rapidly while coal is reduced significantly; later, on-shore wind and nuclear become dominant.   
· Soft Constraint Runs  
· Two soft constraint sensitivities were run with shadow prices set to 75% of their level in the Base Case (OL75) and 25% of their level in the Base Case (OL25).  
· Compared to F2B, more wind is added in F2S1 (75%) and F2S2 (25%) largely in place of CCs.  Also more CTs are added/less steam oil-gas retired to meet reserves when importing more wind energy.  F2S1 and F2S2 EI builds are not dramatically different as wind is reaching intermittency limits. In 2030, EI wind generation is 25% of EI energy demand in F2B, 30% in F2S1 and 32% in F2S2.
· The 75% case was chosen to create hard limits to apply in the remaining Future 2 sensitivities.  This resulted in a 40 GW additional buildout of transmission.  
· Additional Sensitivities (See Appendix _ for further detail)
· Hard Limits (F2S11) yield overall expansion similar to F2S1 (75%). 
· In comparison to F2S11, Low Gas (F2S7) and Low CO2 prices (F2S9) yield more CCs and less wind by 2030.  50% Friction (F2S3) does not change the overall builds much.
· With wind/solar regional intermittency limits increased from 35% to 50%, more wind is constructed.
· With carbon prices after 2030 remaining constant in real terms, CCS retrofits are less economic leading to more coal retirements yielding less coal and more CCs.  

Future 3 – National Carbon Constraint – Regional Implementation 

In this Future, the carbon constraint is implemented regionally.  The same carbon prices derived in Future 2 are applied in NEEM in Future 3.  The key input assumption difference between Future 2 and Future 3 is:

· Future 2: EI NEEM regions aggregated into 4 solar/wind intermittency “super-regions”, each with a 35% limit.  All transfer limits can be expanded.
· Future 3: EI NEEM regions aggregated into 7 solar/wind intermittency “super-regions”, each with a 35% limit.  Transfer limits cannot be expanded between super-regions.

Key findings are as follows:

· Base Case
· Compared to the Future 2 Base Case, less wind and more CCs are added in the Future 3 Base Case by 2030.  With 7 intermittency regions in Future 3, the 35% intermittency limit is more binding on the best wind locations (e.g., the Midwest ISO intermittency region is separate from PJM in Future 3). 
· In Future 3 Base Case relative to Future 2 Base Case, PJM_ROR has more wind (it is a separate super-region);  MISO wind is reduced and more to the west (to MISO_W and MAPP_US), and SPP wind is reduced.
· With the same CO2 prices, the U.S. electric sector CO2 emissions in Future 3 Base Case are somewhat higher  (less wind) than in Future 2 Base Case, but the difference is less than 5% or so of BAU CO2 emissions. 
· Soft Constraint Run
· One soft constraint sensitivity was run with shadow prices set to 75% of their level in the Base Case (OL75).  
· The generation builds in Future 3 Base Case and F3S1 (OL75) builds are not significantly different as transfer limits between the 7 super-regions cannot be increased to allow for greater importation of power. 
· F3S1 (OL75) was used to create hard limits to apply in the remaining Future 3 sensitivities.  As mentioned above the “pipes” between super regions were not allowed to expand in this model, only pipes within the super regions were allowed to expand.  This process resulted in a 5 GW buildout of transmission.
· Additional Sensitivities (See Appendix _ for further detail)
· F3S12 (Hard limits) builds are close to F3S1 (75%).  
· Low gas/low CO2 increase CC builds and reduce wind builds.  High nuclear cost swaps CCs for nukes.  High Canadian hydro imports do not change the overall EI results materially.
· Additional “Other Renewables” are constructed in extra-low renewable costs in Future 3 (unlike Future 2).  
· With wind/solar regional intermittency limits increased from 35% to 50%, more wind is constructed.
· With carbon prices after 2030 remaining constant in real terms, CCS retrofits are less economic leading to more coal retirements yielding less coal and more CCs.


Future 4 – Aggressive Energy Efficiency/Demand Response/Distributed Generation/Smart Grid

In this Future, Aggressive EE/DR/DG/Smart Grid implementation is assumed in comparison to the BAU, significantly reducing forecasted EI electricity demand.  Key findings are as follows: 

· Base Case
· The assumed reduction of 19% in total EI demand by 2030 in comparison to the BAU yields less total capacity installed than in place in 2010.  Most of the reduction from the BAU is in new CCs and CTs, along with more coal and steam oil/gas retirements.  
· Most of the new builds are the “forced builds” included in the Baseline Infrastructure.
· Soft Constraint Run
· Given the projected decline in electricity demand, no soft constraint sensitivities were run in this Future and the original transfer limits determined by the PAs were used for the remaining sensitivities.  As such, no additional transmission buildout was specified.
· Additional Sensitivities:
· Compared to the BAU, total EI demand in these cases are 17% to 33% lower by 2030.  As in the Base Case, new builds are minimal and retirements are significant. 


Future 5 – National RPS – National Implementation 

Future 5 has a national RPS target starting at 7.5% in 2015 and reaching 30% in 2030 (MWh basis), with hydro, wind, biomass, solar, geothermal and landfill gas energy counting toward the RPS.  Key findings are as follows:

· Base Case
· The inclusion of the National RPS and the feedbacks between MRN and NEEM result in changes gas prices and electricity demand between the BAU and Future 5 Base Case (F5B).  EI electricity demand decreases by 2.5% by 2030 in comparison to the BAU.   Beginning in 2020, gas prices decrease somewhat in F5B relative to the BAU as more renewables are installed in place of CCs.	Comment by marya.white: changes TO gas prices...
· For Future 5 Base Case, additional on-shore wind is constructed to meet the national RPS.  Relative to the BAU, the additional wind replaces new CCs and coal. 
· On-shore wind continues to dominate the renewable options, as its economics tend to be more favorable than other renewable types in a “national RPS”. 
· Future 5 Base Case has more generation from wind than the BAU, but less than the Future 2 Base Case.  On-shore wind and hydro are the key capacity types meeting the national RPS requirements.  Future 5 Base Case has lower U.S. electric sector CO2 emissions than the BAU, but not as low as the national carbon futures. 
· Soft Constraint Runs
· Two soft constraint sensitivities were run with shadow prices set to 75% of their level in the Base Case (OL75) and 25% of their level in the Base Case (OL25).  
· In F5S1 (OL75) and F5S2 (OL25), the overall builds do not change significantly from the Future 5 Base Case, except less total wind capacity can be built to meet the same RPS as “better wind” locations can be reached.
· In F5S1 and F5S2, wind moves toward the “better” locations in SPP to meet the same RPS targets.  In F5S2, NE (SPP-Nebraska) sees a large increase and MISO_W a large decrease.  PJM_ROM sees an increase back to BAU levels, as the MISO and PJM_ROR wind decreases.
· The hardened version of the F5S1 (OL25) result was used for the remaining sensitivities. This resulted in a 64 GW additional buildout of transmission.
· Additional Sensitivities (See Appendix _ for further detail)
· F5S10 (Hard limits) builds are close to F5S2 (OL25).  Hard limits are used in F5S3 through F5S10.   F5S10 Hard Limits moves some wind from SPP_N to MISO_W relative to F5S2 (25%).
· The use of 50% hurdles (F5S8) does not change the overall EI builds by type significantly, but does move some wind to Nebraska relative to F5S10 Hard Limit.
· Clean Energy Standard (F5S5) of 70% by 2030 increases coal retirements, reduces wind builds and increases CC and nuclear builds relative to F5S10.

Future 6 – National RPS – Regional Implementation 

This Future is a regional implementation of the National RPS.  In Future 6, each individual super-region has an RPS target starting at 7.5% in 2015 and reaching 30% in 2030 (MWh basis), with hydro, wind, biomass, solar, geothermal and landfill gas energy counting toward the RPS.  In Future 5, EI NEEM regions are aggregated into 4 solar/wind intermittency “super-regions”, each with a 35% limit, and all transfer limits can be expanded.  In contrast, in Future 5, the EI NEEM regions are aggregated into 7 solar/wind intermittency “super-regions”, each with a 35% limit and transfer limits cannot be expanded between super-regions.  Key findings are as follows:

· Base Case
· In comparison to Future 5 Base Case, on-shore wind is replaced with off-shore wind and other renewables in Future 6 Base Case.  
· In Future 6 Base Case, on-shore wind decreases in MISO and SPP and increases in PJM_ROR in comparison to Future 5 Base Case. 
· Soft Constraint Run
· One soft constraint sensitivity was run with shadow prices set to 25% of their level in the Future 6 Base Case (OL25).  
· In F6S1 (25%), the overall builds do not change significantly from F6B as transfer limit expansion between super-regions is not permitted in Future 6.  
· In F6S1 (OL25) relative to Future 6 Base Case, wind builds move from SPP_N to SPP_S and NE.
· The hardened version of F6S1 (OL 25) was used for the remaining sensitivities.  Again, only pipes within the super-regions were allowed to expand.  This process resulted in a 3 GW buildout of transmission.
· Additional Sensitivities (See Appendix _ for further detail)
· F6S10 (Hard limits) builds are close to F6S1 (OL25).    
· Relative to Future 5, more off-shore wind and more other renewables are installed.
· Clean Energy Standard (F6S4) of 70% by 2030 increases coal retirements, reduces wind builds and increases CC and nuclear builds relative to F6S10 (Hard Limits).
· Wind builds by region are relatively consistent across the cases in this regional RPS future. 

Future 7 – Nuclear Resurgence 

In this Future, 12 new nuclear plants with 23,124 MW of capacity by 2020 are forced in the model. This compares to 3 new nuclear plants with 5,734 MW of capacity in the BAU.  In additional nuclear build limits are increased from the BAU and new nuclear unit base overnight capital costs are decreased by 20%.  Key findings are as follows.

· Base Case
· In F7B, relative to the BAU, the additional nuclear power largely replaces CCs.  
· Aside from the additional forced in nuclear units, the additional amount of nuclear units build in comparison to the BAU is relatively small given the relatively low gas prices and the lack of a carbon constraint. 
· Soft Constraint Run
· One soft constraint sensitivity was run with shadow prices set to 25% of their level in the Base Case (OL25).  
· As in the BAU, the F7S1 soft constraint run does not materially change the F7B builds.
· As such, stakeholders chose to use the Base Case limits for this future, resulting in no additional transmission buildout.
· Additional Sensitivities (See Appendix _ for further detail)
· Nuclear builds increase substantially when carbon prices are applied in the electric sector (F7S3).
· SMR assumptions do not result in additional economic nuclear builds by 2030 (F7S4).  There is a small increase after 2030.


Future 8 – Combined Federal Climate and Energy Policy 

In the Future, the national carbon implementation and carbon reduction targets in Future 2 are combined with the national RPS policy in Future 6 (with an RPS target of 25% in 2030 instead of 30%).  In addition, electricity demand in Future 4 (Aggressive EE/DR/DG/Smart Grid) is used resulting in a 19% decrease in electricity demand from the BAU by 2030.  Key findings are as follows:

· Base Case
· The carbon prices and gas prices in the Future 8 Base Case are nearly identical to those in Future 2 Base case, as the added RPS in Future 8 is not binding given the amount of wind built in response to carbon prices.
· In the Future 8 Base Case, lower demand and higher DR reduce the CC and wind builds relative to Future 2 Base Case. 
· Soft Constraint Case
· Both OL25 and OL75 soft constraint sensitivities were run.
· In F8S1 and F8S2 relative to Future 8 Base Case, more wind is constructed in MISO_W and SPP as transfer limits are relaxed.
·  F8S1 (OL75) was used as the basis for the hard limits for F8S3 and F8S4 resulting in a 37 GW buildout of transmission. 
· Additional Sensitivities (See Appendix _ for further detail)
· In comparison to F8S1 (OL75), both the Low Renewable Cost (F8S3) and High RPS (F8S4) cases increase wind builds in place of CCs.
· In comparison to F8S1 (OL75), the increased wind builds in F8S3 and F8S4 are largely in MISO.


[bookmark: _Toc306956491]High-Level Transmission Cost Estimates

As noted above, stakeholders developed increases to the transfer path limits between NEEM regions for Futures 2, 3, 5, 6 and 8 to use in sensitivity analysis for that Future.  

To support the SSC in assessing the results of the macroeconomic analysis and reaching consensus on the three (3) future scenarios of interest, the EIPC developed an approach which employs generic, high-level transmission expansion cost estimates for use in comparisons among the macroeconomic scenarios.  Because generic cost estimates are needed to develop and select scenarios of interest prior to specific modeling and detailed power flow analysis to be performed in Phase 2 of the Project, they were intended only for use by the SSC in quantifying levels of transmission impacts among the many uncertain future expansion scenarios being considered relative to each other. 

The approach applied in developing the high-level cost estimates was to utilize generic transmission line “building blocks” in a consistent manner by each of the PAs to approximate the SSC requested increases in transfer capability between regions represented in the macroeconomic scenarios.  EIPC alosocompiled a cost matrix of planning level, “cost per mile” estimates for common HVAC voltage levels among the PAs.  It was determined that the NEEM regions represented  enough geographic diversity to warrant differences in regional costs.  Therefore, the cost matrix was developed to provide the cost per mile ranges for typical transmission line voltage types by applying a range of regional multipliers to the base cost for each “NEEM Bubble”.  

These generic building blocks and cost estimates do not represent likely project solutions and were not intended to reflect specific facility costs. The absolute dollar values of these generic estimates were intended only to assist the SSC in selecting scenarios of interest, and are not applicable for other purposes or in any way indicative of actual transmission expansion costs, which must be developed through detailed local and regional assessments of specific expansion requirements. Examples of costs not considered include substation costs, upgrades to existing transmission systems, financing costs, specific ROW routing requirements, etc. The procedure and cost matrix can be found in Appendix ____.. 

As part of the process the following approach/assumptions were utilized: 

1) Existing system capacity between NEEM regions was fully utilized and could not be relied upon; and therefore, only new transmission enhancements were utilized to obtain the requested increase in transfer capability. 
2) To represent the increases in transmission capacity between NEEM regions, the EIPC utilized green field, generic transmission line “building blocks”. 
3) To represent contingency capability, the approach included redundant circuits (e.g. for a 1000 MW increase, a minimum of two 1000 MW circuits were used with the second circuit accounting as a reinforcement to support the contingency loss of the first). 
4) Planning Coordinators determined the termination points for the transmission line “building blocks” based upon knowledge of their local system(s).  
5) No power flow analyses were performed. 
6) Local impacts to the sending and receiving ends of the proposed circuits were not specifically addressed. 
7) The integration of remote resources and large blocks of resource additions were considered as needed on a case by case basis. 
8) In some limited locations HVDC solutions were considered in the high-level analyses. 

In the development of the High Level Transmission Analysis solutions, coordination between the PA’s resulted in the identification of building blocks that approximated the SSC requested increase in transfer capability.   In some cases where a substantially large increase in transfer capability was requested, the PA’s included additional transmission infrastructure to account for internal considerations of their respective regions.    

The results of applying this procedure to each of the Futures selected by the SSC in Task 5 are shown in Appendix __.  The table below provides a summary of the estimated maximum and minimum cost developed for each Future.


	Future
	Low
	High

	Future 2 OL 75 Total Cost:
	$34,122,876,200
	$48,799,582,300

	Future 3 OL 75 Total Cost:
	$1,730,666,200
	$2,674,747,300

	Future 5 OL 75 Total Cost:
	$39,191,496,200
	$58,332,337,300

	Future 6 OL 25 Total Cost:
	$2,069,929,200
	$3,114,593,550

	Future 8 OL 75 Total Cost:
	$36,684,818,200
	$51,054,582,550


[bookmark: _Toc306956525]Table 6:  High-Level Transmission Cost Estimates for each Future (Total EI)

[bookmark: _Toc306956492]Additional Cost Estimates Requested by SSC

The Steering Stakeholder Committee (SSC) directed the Modeling Working Group (MWG) to develop high-level cost estimates associated with the assumptions defined in some of the futures and a few sensitivities to capture costs not accounted for in the MRN-NEEM modeling. These costs are associated with an increase of EE/DR/DG in Futures 4 and 8, nuclear uprate costs in Future 7, and an increase of intermittency penetration limit beyond 25% for variable energy resources in all futures except the BAU. Additionally, the SSC also agreed that the MWG may develop integration costs for other generation types, as appropriate. The estimates developed by the MWG incorporated the best information that could be assembled within the time frame allowed. These estimates should be used in the context of the stakeholder selection process for selecting the three scenarios to be further analyzed from a transmission perspective in Phase II. As such, these results only provide an order of magnitude of possible costs and are suited only for comparing futures rather, than predicating absolute costs.

The decision was made to base the cost estimates on generally acceptable, current, publically available information. The MWG worked with stakeholders and representatives from the DOE and national labs to identify and review available information on the required costs.  Ranges of cost estimates were provided to reflect the uncertainty and variability of the cost estimates. Below is a summary of the process and results of this effort. More detailed information can be found at _____________________.

Energy Efficiency Costs
The objective of estimating the energy efficiency costs was to provide the incremental costs of energy efficiency in Futures 4 and 8 compared to the Business as Usual future. The cost estimates developed reflect only costs associated with electricity savings. Two studies were deemed by the group to meet the criteria established.  The studies were a 2009 Georgia Institute of Technology study entitled “Energy Efficiency in the South” and a 2009 McKinsey & Company study entitled “Unlocking Energy Efficiency in the U.S. Economy.” 

Both sources showed modest costs for energy efficiency penetrations less than 28-33% with cost estimates ranging from close to $0/MWh to $20-$40/MWh. For both studies, costs increased dramatically once a certain penetration level was reached. The McKinsey study showed costs increasing to approximately $90/MWh at 28% of electricity reduction while the Georgia Tech study showed prices increasing to approximately $160/MWh at 33% reduction in electricity. The studies did not estimate costs beyond those levels and the stakeholders decided to keep the costs flat at those levels for electricity reductions up to 50%. To accommodate uncertainty in the estimates the stakeholders decided to create a range of estimates at the 50% penetration level by adding 20% to the cost estimates. This ultimate impact on the costs estimates was zero or minimal because so little of the electricity saved was beyond the peak points from the two studies. 

Below are the Net Present Values for 2015-2030 for the futures studied:

	Future 
	McKinsey
	Georgia Tech
	Average

	BAU 
	$5.4 
	$13.6
	$9.5

	F4 
	$43.4 
	$125.9 
	$84.6

	F4S3
	$170.2 
	$289.7 
	$229.9

	F4S3 
(+20% marginal costs @50% electricity reduction)
	$171.8 
	$290.4 
	$231.1


[bookmark: _Toc306956526]Table 7:  Net Present Values for 2015-2030 (in $Billions)

Demand Response Costs
In order to estimate the cost of the Demand Response programs defined for the BAU, Future 4, Future 4S3, an estimate of demand response marginal costs per megawatt avoided was  developed and applied to the megawatts of marginal peak load reductions achieved through  demand response programs as forecast in the F4, F4S3, and BAU NEEM futures. Future 8 scenarios also used the same costs as the Future 4 analyses. Below is a summary of the process and results. More detailed information can be found at (link).

The estimate uses estimated costs per customer ($/customer) for demand response programs from recent studies and divides these by calculations of the potential peak load reduction per customer/MW/customer) from FERC’s National Assessment of Demand Response (NADR) model and FERC’s 2011 survey of demand response and advanced metering to compute costs per megawatt potential peak load reduction ($/MW), i.e. costs per megawatt-avoided. This calculation creates a range of estimates based on both the range of potential MW reductions/customer and the range of cost estimates to achieve a MW of reduction.

These $/MW values are multiplied by the  incremental peak load reductions per year through demand response that serve as inputs to the NEEM model’s F4, F4S3, and BAU futures to produce costs of demand response programs per NEEM region per year; net present values of these costs are computed and displayed as the final results. Cost estimates were derived from the following sources:

1. Electric Power Research Institute: Estimating the Costs and Benefits of the Smart Grid (2011)
2. KEMA, Inc.: California solar initiative: For metering, monitoring and reporting market photovoltaic systems in California (2009)
3. Department of Energy: Recovery act selections for smart grid investment grant awards by category (2010)
4. Energy Information Administration: Form 861, File 3 (2009)
5. Federal Energy Regulatory Commission: National Assessment of Demand Response (2009)
6. Federal Energy Regulatory Commission: Survey of Demand Response and Advanced Metering (2011).

Each of the sources had a “high” and “low” estimate of the costs of Demand Response. Ultimately the KEMA, Inc. “low” estimate was recommended because it encompassed the widest range of the estimates. Below are the KEMA results for each of the three futures.

	Future
	NADR
	FERC
	Average

	Business As Usual
	 $1.2
	 $0.5
	  $0.8

	Future 4 – Aggressive EE/DR
	 $7.8
	 $1.6
	  $4.7

	Future 4 S3 - +1% Increase
	 $9.9
	 $2.0
	  $6.0


[bookmark: _Toc306956527]Table 8:  Results in $Billions

Distributed Generation (DG) Costs
The distributed generation included in the BAU was based on the AEO 2011 forecast, some behind the meter and some utility scale. For the aggressive renewable DG called for in Futures 4 & 8, an additional 2 times the BAU DG was included, all of which are behind the meter with photovoltaic (PV) systems. The estimated cost of the renewable distributed generation for 2015-2030 is $98B. This estimated cost was based on a fixed charge rate of 11.38% assuming 20 years of operation and a discount rate of 5%.

The PV capital costs included in the AEO 2011 were for utility scale projects rather than the small scale systems. Consequently, the MWG had to deviate from the protocol of using AEO for capital costs. Instead, a Lawrence Berkeley National Laboratory5 study was used and the capital costs were assumed to be the weighted average of the 2-5 kW and 5-10 kW systems to reflect the most likely sized systems to be installed to meet this aggressive goal. The learning rate assumptions (20% between 2011-2025, no change after 2020) are consistent with large solar and other technologies.

Nuclear Uprate Costs
Both the BAU and Future 7 included nuclear uprate as part of their assumptions. The BAU assumed 1,538 MW and Future 7 assumed 8,687 MW. The costs of these uprates are not captured in the NEEM output. Consequently, the SSC directed the MWG to estimate the cost of the nuclear uprates based on $2,600/kW. The estimated costs for the nuclear uprates are $4.8B for the BAU and $27.4 B for Future 7. These estimated costs were based on the same assumptions for new nuclear and include an 11.2% fixed charge rate assuming 40 years of operation and a discount rate of 5%. 	Comment by Bob Pauley: Since there is a lack of empirical data, this was deemed to be a reasonable estimate.   

Thermal Integration Costs (Contingency Reserves)
The cost information provided with the MRN-NEEM results does not incorporate the costs associated with maintaining contingency reserves needed to maintain power system reliability in the event of the sudden loss of a large generator. Contingency reserves are generally made  up of fast-acting resources that are held 24/7/365 in case a large generator experiences a  forced outage and goes offline. Because these costs are not being captured in the MRN-NEEM, and because the MWG recommends inclusion of integration costs for variable generation, including the integration costs of large nuclear, coal, and natural gas combined cycle units may allow greater comparability of costs among different cases.  Some stakeholders believe that the need to account for additional contingency reserves is extremely unlikely since that would only occur if a future resource were to exceed a region’s existing largest contingency.

A 2003 study was used to estimate the thermal integration costs. The study is “Allocating Costs of Ancillary Services: Contingency Reserves and Regulation” by Eric Hirst and Brendan Kirby for Oak Ridge National Laboratory. The study estimated the average cost of contingency reserves across all generators at $2/MWh. Results range from $45-$75 billion depending on the future and sensitivity.

Variable energy Resource (VER) Integration Costs  
The SSC directed the MWG to quantify the operational costs of integrating wind/solar generation above a 25% penetration rate.10 To be consistent with the other costs, the  proposed approach, described below, is to apply an average integration cost to each kWh from VERs in the BAU and to all VERs above the BAU penetration limits in all other Futures. Combined, this will provide the total integration costs for each Future. These integration costs are a high-level estimate of operational costs only and do not include any interconnection costs.

There are a wide variety of studies that attempt to quantify the incremental operational costs of integrating large quantities of variable energy resources (VERs). The Eastern Wind Integration and Transmission Study (EWITS) was chosen for use in the EIPC context given that it is the study that most closely matches the geographic scope EIPC and because it is a relatively recent report. EWITS analyzes the operational impacts of high wind penetration scenarios that the SSC directed the MWG to reflect in this cost analysis.	Comment by Bob Pauley: You might wish to mention that there are on-going studies as well (e.g., PJM and MISO).  Over time, with experience and additional studies, we anticipate increased precision in estimating these costs.
Would you want to briefly mention some of these costs?
Would you also want to address on-shore and off-shore wind?

EWITS analyzed wind penetrations of 20-30% across the Eastern Interconnection. However, some of the runs in EIPC are in excess of this range (e.g. 40.6% in PJM-MISO for F2S12). A summary of the integration costs from EWITS is presented below in Figure 3. There were four EWITS scenarios defined for the study:

1. High Capacity Factor, Onshore, 20% penetration
2. Hybrid Onshore and Offshore wind, 20% penetration
3. Local Wind with Aggressive Offshore, 20% penetration
4. Aggressive On and Off-Shore Wind, 30% penetration

Of the four EWITS scenarios, Scenario 1 (the All-Onshore Scenario) appeared to provide the best comparison to the types of results in the Futures. The EWITS Scenario 1 integration cost is $5.13/MWH (2009$).

The MWG had significant discussion of the appropriate range of values that should be used to capture the uncertainty around the cost estimates. On one hand, the EWITS estimates do not address the higher penetration rates of wind that were included in some of the futures. On the other hand, EWITS does not take into account the full range of resources15 that could be available by 2030 to facilitate VER integration. This could reduce the integration costs of wind and therefore the costs reported in EWITS could be overestimating the cost of reaching high VER penetrations. Given the uncertainty of the future integration cost at higher penetrations, the MWG decided to bound the EWITS Scenario 1 costs by a minus 50% and plus 75% range. The EWITS VER integration costs were also adjusted to account for different levels of natural gas prices between the EWITS and EIPC studies.

Results - The NPV of the EI total integration cost for the F1S3 BAU case was $15 billion with a lower range (50%) of $7.5 Billion and an upper range (+75%) of $26.3 billion. The hardened Future 2 scenario had a cost of $34 billion ($17 to $60 billion). 

Summary and Implications
Overall, the development of these costs added between $75-$470 billion to the total energy cost estimate of $1.6-$2.4 trillion of costs. On a percentage basis the additional costs added between 4% and 27% to the total costs depending on the future and range of costs. The objective was for stakeholders to use these costs to inform their choices for the three scenarios for detailed transmission buildouts and the costs were available for the stakeholders to review in the cluster analysis.  (See Task 6 below.)


[bookmark: _Toc306956493]Task 6 – Selection of Scenarios for Detailed Transmission Analysis

The selection of the Scenarios by the SSC followed a similar process to that employed for the development of the macroeconomic Futures (Task 4). At the May 2011 SSC meeting, the SSC established a small work group of sector representatives to develop recommendations for the SSC on the three scenarios to be submitted for detailed transmission analysis. This work group was called the Scenario Task Force (STF). Since it was intended that the Planning Coordinators (PAs) will use the information from the scenario analyses to inform the regional planning process and the structure of the system, the STF’s work was carefully undertaken and monitored closely by many parties.  

Representation on the STF was restricted to 1 person from each of the 7 sectors, and 3 from EISPC, in order to have a manageable group of people collaborating and discussing the possible Scenarios. These individuals represented their sectors in any decision-making undertaken by the Task Force, but it was stipulated that any consensus recommendations would ultimately need to be endorsed by the full SSC to be adopted. Keystone facilitated the Task Force’s open and public conference calls, and EIPC provided a liaison to the task force for coordination purposes.

At the May SSC meeting, important questions were raised that touched on the purpose of studying these three scenarios in Phase II:

· How much do certain policy choices diverge in terms of the transmission build-out they would require? 
· What is to be gained by using Eastern Interconnection-wide planning versus planning as usual or planning at the Super-region level?

SSC members also discussed the importance of studying scenarios that encompassed a range of policy drivers and resulted in robust transmission build-outs. 

Based on this SSC discussion, the STF worked to develop recommendations on the objectives, criteria and process that should guide the selection of the three Scenarios. This was considered a useful step to focus the work of the group and to ensure that the Scenarios ultimately selected for study in Phase II would be selected based on sound criteria, through a well-designed process, reflective of the group’s agreed-upon articulation of the project’s purpose and objectives.

The Task Force, and ultimately, the SSC, agreed that the main purpose for Phase II was to see a range of transmission build-outs that reflect distinct policy scenarios of interest to stakeholders. As the Scenario Task Force wrote in a memo to the SSC summarizing their recommendations on the objectives, process and criteria for scenario selection:

“The main, guiding objective for the selection of scenarios to be studied in Phase II, is to end up with a set of scenarios that are defined by different policy drivers, and to determine what different transmission build-outs may be needed to support these policy drivers.”

The process developed for selecting the Scenarios necessarily reflected the complexity of the decisions to be made. Two concepts discussed during the May SSC meeting were particularly influential in the design of the scenario development and selection process. The first is that of “bookends.” Numerous individuals and sectors expressed a desire to see scenarios that represent significantly different “bookends,” both in terms of the policy futures they embody, and the transmission build-outs they would require. The second key concept is that of “clustering” the Phase I NEEM run results based upon similarities in their transmission requirements and other key variables, in an effort to ensure that the final Scenarios selected for Phase II study would result in robust transmission build-outs, and would share some key features with other cases of interest.

The STF recommended a process that encompassed both the “bookends” and “clustering” concepts. This process involved first developing a general, loose definition of the “bookends,” and using that as a framework for selecting the scenarios. Next, the STF conducted a “clustering” analysis of all the Phase I Future and Sensitivity runs, which would enable stakeholders to see similarities and differences – and identify “clusters” of transmission expansion requirements, policy implementation options, and other variables of interest to stakeholders.  The Task Force and the SSC would ultimately determine how to use the results of these analyses to select three scenarios that would align with the “bookend” framework, address the interest in robustness, and meet any other criteria they identified.

The Task Force and SSC ultimately did not reach consensus on additional, specific criteria to apply in the selection of scenarios, beyond the primary objective of achieving diversity in terms of the policy drivers and transmission build-outs. However, in STF and SSC deliberations, and in the STF’s memo summarizing their recommendations, several additional considerations were discussed. These included generation and transmission costs, achieving the right balance between plausibility and “pushing the envelope,” achieving a similar balance between comparability and greater variety of information, and resilience/robustness of transmission build-out.

The STF presented their proposed objectives, process and criteria for the selection of scenarios at the July 28-29 SSC meeting, and the SSC adopted these recommendations. In addition, during this meeting, the SSC discussed the “bookends” concept further and agreed that the bookending approach should yield the following types of scenarios: 

· one BAU scenario OR a High EE/DR/DG/Smart Grid scenario (“Other”)
· one nationally-implemented clean/green/low-carbon policy scenario (“National”)
· one regionally-implemented clean/green/low-carbon policy scenario. (“Regional”)

Some sectors expressed a preference for bookends defined in terms of the type of transmission build-out they would yield, and acknowledged that these transmission-based scenarios would likely align with the policy-based scenarios discussed above. 

Between July and September, the Scenario Task Force held 3 conference calls and/or webinars to work through the scenario selection process as described above. The group’s work during this period mainly focused on the “clustering” approach. This involved analyzing all of the Phase I NEEM runs (sensitivities), determining how they behaved across a range of variables, and determining what the relevant “clusters” were. This helped the group ensure that the NEEM runs selected to define the three scenarios both achieved the desired level of variation across key variables and, as appropriate, were similar enough to other NEEM runs to indicate a measure of robustness. The STF was able to do this through assistance from Oakridge National Laboratory to construct a database for all the model outputs from CRA so that they could be manipulated into graphs to compare across futures. A ‘Comparisons’ spreadsheet, presented at the July SSC meeting, was modified and added to regularly as each round of sensitivity results were released. STF members were able to adjust and calculate new variables at the Task Force’s request, such as NPV total cost, cumulative emissions, and percentage CO2 reduction, among others.	Comment by Bob Pauley: Oak Ridge

The Task Force also worked to incorporate cost data into their discussions and analysis as it became available, including EIPC’s high-level transmission cost analyses and the Modeling Work Group’s (MWG) post-processing estimates of increased EE/DR/DG/SG in Futures 4 and 8, and nuclear uprate costs in Future 7. Additionally, the MWG’s Memo to the STF covered integration costs for Other Generation types, as deemed necessary. These ultimately included thermal integration costs and variable energy resource (VER) integration costs. The Task Force was able to take these costs into account based on technical assistance provided by Oak Ridge National Laboratory was able to fold the data into the Total Cost variable for the Task Force’s analysis.

Cost data decisions were one of the more complex issues that the Task Force dealt with, especially since it was only available for all the futures at the very end of the decision period. Basically, the STF theoretically reserved an important place for the variable in ultimate consideration of the scenarios, but did not use it as an explicit clustering variable. Thus, by the time it came down to balancing the bookends in terms of policy goal, level of implementation, generation mix, and transmission build-out, there was a discussion of cost for transmission that came into play, but did not determine the end result directly.

Throughout the discussion of the clustering analysis, many ideas were brought forward on how to organize the clusters, but because of the volume of information to interpret, the group focused on the important variables listed below as key indicators for clustering:

· Load growth patterns (high, low, etc.)
· Gas prices
· Emission reductions
· Generation type (high natural gas, high wind, etc.)
· Generation location
· Generation costs (high, low, etc.) 
· Possible transmission built-out type 
· Transfer limits/transfer limit increases 
· Total energy transfers
· High-Level transmission cost estimates (high, low, etc.)

As a next step, STF members narrowed down which metrics to use as measures of these variables. Thus:

· Generation type as % of total generation was used to indicate generation mix
· 2030 Max Inter-region Flow during Peak (Interface expansion signals from the soft constraint runs) were used to indicate likely transmission build-out (as the TO proposal suggested)
· 2030 US Electric CO2 Percentage Reductions from 2005 levels was used to indicate emissions reductions
· NPV Levelized Total Cost/MW, as calculated by Oak Ridge, was used to indicate total cost of the generation and transmission build-outs

Though the group did not develop joint conclusions about the data yielded through the clustering analysis, the Task Force members utilized the information individually and within their sectors to develop proposals and/or formulate positions on those proposals. 

The group first narrowed the 76 NEEM runs down to approximately one run per future (or per Bookend, in the case of the National Futures) for the sake of discussion on their final call. Some sectors then used the results of this discussion to develop proposals for discussion at an in-person meeting on September 12, where they ultimately reached consensus on three scenarios to recommend to the SSC. The SSC then approved these three recommended scenarios at its meeting September 26-27, 2011. The three scenarios represent ‘bookends’ which are balanced in terms of policy goals, levels of implementation, transmission build-outs, and total costs, and achieve significant diversity across these variables.





Study Results By Task

[bookmark: _Toc306956494]Description of Three Scenarios for Study in Phase II

Note:  This section will be revised as necessary to reflect the final SSC decision.

1. [bookmark: _Toc306956495]Scenario 1 - Nationally Implemented Federal Carbon Constraint with Increased EE/DR 	Comment by marya.white: I assume that this will be updated regarind F8S5 and S6 later?	Comment by marya.white: 

The first scenario (the “National Bookend”) selected for Phase II study is a national carbon constraint scenario, driven by a nationally-implemented carbon price, as well as moderate increases in EE/DR/DG/SG, for which costs to consumers are assumed to be partially offset by the carbon revenues. 

To define this desired scenario in terms of the Phase I Futures and Sensitivities, the Task Force proposed a new sensitivity of Future 8, the Combined National Climate and Energy Policy Future, which includes a CO2 price to achieve 42% reductions in CO2 emissions throughout the economy by 2030 (as in Future 2, the Federal Carbon Constraint – National Implementation Scenario), but which would be adjusted to be flat after 2030. This sensitivity will also newly incorporate the hardened pipes used in the later Future 8 sensitivities (OL75).

This National Bookend scenario is expected to result in the most expansive transmission build-out of the three scenarios.  The expected transmission build-out for this scenario should be robust enough to accommodate Future 5 (National RPS) as well as Futures 2 and 8.

Additionally, the Future 4 EE/DR/DG/SG levels are achieved in this scenario. The inclusion of these features of Future 4 was deemed reasonable because complementary policies are likely in any carbon reduction program and the actual load reduction  is less than the low load sensitivity in Future 2 (F2S5). Agreement on this point was important to gaining support for the “package” of three scenarios being recommended to the SSC. Many stakeholders originally preferred to see Future 4 studied as one of the three scenarios, instead of the BAU. Incorporating the increased EE/DR/DG/SG policy goals into this National scenario enabled agreement on the BAU as one of the scenarios. The SSC agreed that, as described, the scenario should include a flat carbon price after 2030 because stakeholders perceived assumptions about the original post-2030 carbon price to be unrealistic.

[bookmark: _Toc306956496]Scenario 2 - Regionally Implemented National RPS Scenario

Task Force members agreed that the Regional Bookend should be defined by Future 6, the National RPS Regional Implementation Future – specifically F6S10, the hardened transfer limit (OL25) sensitivity.  This scenario would entail a national 30% Renewable Portfolio Standard, with super-regions designed to enable regions to attempt to meet the goals using local resources first. 
 
Task Force members considered both Future 6 and Future 3 (Federal Carbon Constraint – Regional Implementation) for the Regional Bookend, but settled on F6S10 for several reasons. 

The proposed Regional Scenario (F6S10) has similar total transmission expansion increases to F3 (regionally implemented Carbon Constraint), which would imply a measure of robustness in terms of the transmission build-out. However, the different generation mix and location for these two NEEM runs produced different transfer limits between the NEEM regions. 

The different supply mix was an important reason why the Task Force and SSC selected Future 6 over Future 3. Future 6 entails significantly greater diversity in terms of the mix of generation resources to be built and energy produced, with resource builds in coal, gas, wind, nuclear, hydro, offshore wind and other renewable technologies. The higher levels of offshore wind seen in F6S10 were particularly important to some STF and SSC members. Additionally, some stakeholders would have found it problematic to recommend F3, which, like the proposed national carbon constraint scenario, involves very significant coal retirements. STF and SSC members found F6 preferable both for the diverse generation mix, and for the fact that its generation mix would bring greater generation variety to the entire set of three scenarios. 

Additionally, stakeholders supported the selection of Future 6 because, in combination with the other scenarios, it would allow for greater variety of the policy drivers. Some STF and SSC members stated that, given that only three scenarios could be selected, they would prefer to see variety, rather than consistency, in terms of the policy options studied. Others pointed out that with the decision to use Future 8 or Future 2 with increased EE/DR/DG/SG for the national bookend scenario, comparability between regionally and nationally implemented scenarios was less viable. Moreover, States are more likely to enact higher RPS requirements than to embark on carbon regulation.

[bookmark: _Toc306956497]Scenario 3 - Business as Usual Scenario

The SSC agreed that the most appropriate bookend for the third scenario would be Business As Usual, since, in contrast to the other Futures, there would be very little policy change or transmission expansion. The NEEM run to be used for the Phase II inputs for this scenario is F1S3, the BAU sensitivity revised to more accurately reflect the impact of EPA regulations from the Business-as-Usual (BAU) future. 

Stakeholders considered both the BAU Future and Future 4 for this scenario. Once it was clear that the policy goals of Future 4 could be accommodated within the Federal Carbon Constraint scenario, STF and SSC members coalesced around using this sensitivity as a reference case for scenario analysis. 

This scenario starts with the Baseline Infrastructure assets that were selected by the SSC. These represent planned additions and those that meet current laws and regulations. While the SSC decided not to expand NEEM transfer limits, the BAU has a significant number of retirements and new builds that will likely necessitate some transmission development within the NEEM regions to ensure continued system reliability. As such, the BAU will provide valuable transmission information to stakeholders.



Description of Three Scenarios for Study in Phase II

[bookmark: _Toc306956498]Conclusions and Observations

This report summarizes Phase I of the EIPC process.  The participants in the EIPC process achieved a number of key accomplishments during this period:

· Stakeholders formed a steering committee made up of sector representatives from throughout the interconnection and adopted a governance structure.
· The EIPC Planning Coordinators undertook a formal “roll up” review of their respective regional plans and performed reliability tests consistent with relevant NERC criteria.
· Using various analytical tools provided through the EIPC grant, the stakeholders developed xxx interconnection-wide resource scenarios with yyy sensitivities for use by stakeholders in developing the three resource scenarios to be used by Planning Coordinators for development of corresponding future conceptual transmission build-outs in Phase II.
· The Stakeholder Steering Committee, after extended analysis and review, reached consensus on three fully developed future scenarios to be utilized by the Planning Coordinators for purposes of the high-voltage transmission build out to be undertaken in Phase II. 

This project is notable as a first-of-its kind Eastern-Interconnection-wide transmission planning effort undertaken with the active involvement of stakeholder representatives from throughout the Interconnection. The sheer size of the Eastern Interconnection, consisting of xxx states, yyy MW of generation and zzz MW of load underscores the scale of this effort. The Planning Coordinators note the considerable time and effort put into this project by stakeholders and by the state representatives on the Eastern Interconnection States' Planning Council. The Planning Coordinators thank all of the participants as well as the state commissions and the Department of Energy for their support for this effort. 	Comment by marya.white: I changed "The EIPC" to "This" to encompass the entire FOA project.	Comment by marya.white: involvement of State government officials and stakeholder...	Comment by marya.white: 39	Comment by marya.white: please use "representatives" as Reps come from Governors' offices, State Energy Offices, etc.. Also, it would be good to acknowledge Oak Ridge because of Stan's heavy involvement

Phase I of the EIPC process has allowed for the development of significant enhancements to the analytical tools and processes used by stakeholders and policymakers to develop their three future scenarios which form the basis for future work under Phase II of the EIPC grant. Phase One has also provided a valuable forum for stakeholders to come together and interact as to the respective priorities in their region and has allowed for an exchange of information among regions that can enhance the information considered at the respective regional planning processes.  	Comment by Bob Pauley: Good point. It also gave stakeholders a better appreciation of the complexities of planning; particularly on an interconnection-wide basis.

In addition to acknowledging the significance of the effort to date, it is appropriate to note important caveats governing the Phase I work product.  At the outset, the EIPC effort was designed to provide high-level analysis of possible transmission build-outs associated with hypothetical future scenarios. The inputs to this process resulted from a substantial give and take negotiation among diverse stakeholder interests spanning nearly the entire Eastern Interconnection. It was not intended to restrict these inputs only to the bottom-up regional planning inputs that necessarily are used to produce actionable transmission plans. The intent is to provide stakeholders and policy makers, within the limitations of the scope of this project, with an advance view of possible impacts that could result from policy decisions under consideration now and into the future.  The end product of the effort will be a high level interconnection-wide transmission analysis to be considered as appropriate, in policy making and regional planning.  The scenarios presented by the stakeholders are, by definition, high-level and hypothetical.  The actual impact of any of the scenarios on a regional or sub-regional basis will depend on the exact circumstances and could be significantly impacted by local conditions, events or policies which are simply not capable of being modeled given the high level focus of the stakeholder-derived interconnection-wide futures. 	Comment by Bob Pauley: “Impact” and “impacted” are used twice in the same sentence.  You might want to substitute “ramifications” or some other.  As a matter of personal preference, I don’t like to use the term “impacted.”  I think of impacted as a collision of something similar (a verb) but it is stylistic and not a big deal.   

By the same token, in Phase II the EIPC Planning Coordinators will be undertaking a high level analysis of a hypothetical transmission build-out associated with those future scenarios. That hypothetical build-out will model those additional facilities necessary at the 230kV and above level to reliably address the future scenario presented. The scope of this exercise will be consistent with the uncertain nature of the inputs and the length of the planning horizon. The scope will also be consistent with the Eastern Interconnection wide and interregional transfer focus of the planning effort. The analysis will not attempt to develop solutions for every related upgrade which may be needed at lower voltage levels to accommodate the EHV upgrades, particularly if system reconfiguration and/or smart grid applications are not considered in future EHV plans. That additional level of granularity would need to be developed at the respective regional planning processes consistent with actionable planning criteria and inputs that would develop as elements of a posited future in a region over time. Although the Planning Coordinators will be undertaking certain analyses to ensure that the hypothetical build-out, at the 345kV and above is consistent with NERC reliability criteria, the project does not anticipate designing the transmission system to a level of granularity to address local conditions or upgrades that may be required to support assumed injections, associated transfers withdrawals. Moreover, any new hypothetical transmission lines developed at this stage do not represent specific transmission projects. The entire analysis is intended to provide information which can be utilized in each Planning Coordinator’s Order 890-approved regional processes to inform those regional processes. Any projects ultimately developed will arise out of those regional processes where the appropriate level of study can be undertaken. In addition, any such projects will be subject to the approval process by each state’s siting authority in accordance with applicable law. 	Comment by marya.white: This is not the only reason for this project.  Please revise accordingly:   The entire analysis is intended to provide information which may be utilized in a number of state, regional, inter-regional or interconnection-wide forums.  For example, this information may be used in Planning Coordinators' Order 890-approved regional processes to inform those regional processes.

The three scenarios which have been developed by the stakeholders in Phase I represent three distinct stand-alone futures. Even though one is labeled the “Stakeholder Supported Business as usual case” (use the exact words), the Stakeholder Steering Committee decided, for purposes of their work under Phase One of the project, to depart from the roll-up of the approved plans of each of the Planning Coordinators and instead to remove certain generation and transmission projects that were part of those plans. Moreover, the decision of the stakeholders to utilize a forecast period through 2030 extended the baseline beyond the planning period currently utilized by any Planning Coordinator in the Eastern Interconnection. At the time of the decision, the Planning Coordinators acknowledged that such action was certainly within the rights of the Stakeholder Steering Committee but also made clear that such a departure would mean that the “Stakeholder Business As Usual Case” no longer will represent a baseline of those regional plans which have been approved, are NRC compliant, and are in the process of being implemented through the respective Order-890 approved processes. For these reasons, the stakeholder driven baseline infrastructure represents a distinct “future scenario”, in and of itself, rather than a baseline of what projects would otherwise be developed by generators and transmission planners within the respective regions of the Eastern Interconnection. As such, each such future is a stand-alone future and not incremental to each other. As the project moves into Phase II, it is important to recognize this distinction between the roll-up of the existing plans and the new stakeholder driven case to avoid making improper characterizations as to whether any particular future is incremental to what would otherwise have occurred under the approved Order 890 plans of the Eastern Interconnection Planning Coordinators.	Comment by marya.white: please insert "and the projects added or retired" between "baseline" and "beyond"

Although these caveats are important to an understanding of the limitations which, by definition, govern a project of this magnitude, they should not be read as diminishing the notable accomplishments of the EIPC project to date and the significance of this entire effort toward fostering interconnection-wide transmission analysis and communication among stakeholders, regulators and planners. That accomplishment alone is one on which all participants can take credit and for which the Department of Energy deserves praise in its vision and support for this project. 
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To identify which transfer limits to expand and the magnitude of the transfer limit expansion for each regional interface, a methodology was developed by the EIPC and approved by the stakeholders called the Soft Constraint method.  The Soft Constraint method established an additional overflow pipe in the model for each transfer limit, for both flow directions, with an unlimited capacity and an economic charge that would be applied to flows across this set of overflow pipes.  This additional pipe allowed the NEEM model to exceed the Baseline Infrastructure’s transfer limits when the energy price in two neighboring regions exceeded an economic value, called the Overload Charge.   

The Overload Charge is intended to represent the marginal value of increasing the transfer limits between NEEM regions and is not intended to be a proxy for the cost of expanding the transmission system.  In order for the model to indicate transfer limit expansion, the value of the “Overload Charge” needed to be set at a value less than the difference in energy prices across two neighboring NEEM regions, also known as the “Shadow Price”.  The stakeholders agreed to set the “Overload Charge” values at 75% and 25% of the “Shadow Price” for each transfer limit for the purpose of identifying which transfer limits that may be undersized in an interconnection-wide, least-cost economic dispatch.  

The “Shadow Prices” used in setting the “Overload Charge” values were based upon the Base Case run. Once the soft constraint sensitivities were run analysis was performed on the results to determine the appropriate transfer limit levels against which the remaining sensitivities would be run. These “hardened” pipe limits were then used in the NEEM model to run the remaining sensitivities for the particular future in question. The hardening process is described below. The stakeholders then determined which level of pipe sizes – the original limits determined by the PAs, the “hardened limits” using the 25% soft constraint run or the “hardened limits” using the 75% soft constraint run – would be used to run the remaining sensitivities for a particular future. 

To summarize, the process developed was:

1. Run the base case for the Future with the PA developed transfer limits
2. Run the soft constraint sensitivities where specified by the stakeholders
3. Perform the “hardening methodology” on the soft constraint runs
4. Stakeholders choose the base limits or new “hardened” limits for the remaining sensitivity runs in the future
5. Run the remaining sensitivities with the chosen limits

1. [bookmark: _Toc306956510]Transfer Limit Hardening Methodology

The Modeling Working Group Transmission Sub-Team used three different methodologies for developing the hardened limits that would be used in each future. These hardened limits were then used in the remaining sensitivity runs for the future. The methodologies were designed to use the output from the “soft constraint” runs and determine, based on that output, the level of transfer limits that would be used. Three methodologies were developed and ultimately the Stakeholder Steering Committee decided to use an average of all three methodologies. Overall, the transfer limit hardening methodologies resulted in transfer limit (“pipe”) expansions that were approximately 3-21% of the maximum pipe expansion indicated by the soft constraint runs. The process was applied to all the “pipes” in the model and the resulting increases in transfer limits were used by the PAs to determine what additional transmission would need to be built to accommodate those transfers and the high-level cost of that transmission.

The three proposed transfer limit hardening methodologies are based on the 2020, 2025, 2030 and 2035 data sets from the Future 1 – BAU Soft Constraint data output.  The data set contains the following information for each interface (in both directions; ~100 interfaces) for each load block:

· Base-case flows over the baseline pipe.
· OL75 flows over the baseline pipe and flows over the overload pipe.
· OL25 flows over the baseline pipe and flows over the overload pipe.
· Base-case shadow prices (marginal benefit of increasing the flow by 1 MW all else being equal).
· Overload charges for OL75 and OL25 cases ($/MW charge applied to each flows over the overload pipe; overload charges set to 75% or 25% of the average annual shadow price adjusted for load block size during only the congested hours).
· OL75 and OL25 shadow prices (always less than or equal to the overload charge).

This data was processed using the master transfer limit hardening methodology spreadsheet developed largely by Stan Hadley.  That data set outputs the following information:	Comment by marya.white: add "of Oak Ridge National Laboratory"	Comment by marya.white: 	Comment by marya.white: is "outputs' meant to be a verb?  If so, include it in quotes to indicate the unusual usage.

· Fixed transfer limit increases for all pipes for each transfer limit hardening methodology.
· Flow duration curves for both OL75 and OL25 sensitivities for each year and for the combined years.
· Pipe target capacity factor-capacity curves for both OL75 and OL25 sensitivities for each year and for combined years (curves show different pipe magnitudes for different target pipe capacity factors assuming the OL75 or OL25 flows do not change; combined years target capacity factor-capacity curve graphed).
· Average transfer limit capacity for each year and for each year and for the combined years for both the total flows and the overload flows (MWh flows divided by time period hours).
· Average shadow prices for the combined years (calculated by summing the products of load block hours by load block shadow price and dividing by either total hours or congested hours).

Each of the three methodologies has a series of parameters that can be easily adjusted in the master spreadsheet with the results for all methodologies for both the OL75 and the OL25 sensitivities being displayed on the All Lines tab.  [either omit this paragraph or explain how the default parameter values were selected]
 
The following will describe each of the methodologies in detail with possible benefits and negatives of each methodology described.

[bookmark: _Toc306956511]Ruthven/Hadley/Chattopadhyay Methodology – Building to a Target Capacity Factor by Shadow Price	Comment by marya.white: Since you use "RHC" below, introduce it here by adding "(RHC)" 

The RHC methodology calculates an increased transfer limit based on the average pipe increase developed from target capacity factors determined according to shadow prices applied to both total flows and overload flows.

1. For the total flow increase portion, RHC takes the total flows over a pipe (flows over the baseline pipe + flows over the overload pipe) and develops a new pipe size according to a target pipe capacity factor.
a. The target pipe capacity factor of a pipe is determined proportionally to its average total shadow price.
i. The average total shadow price is calculated by taking the total marginal congestion (shadow price for each load block times load block hour summed) and dividing it by the total hours.
ii. The average total shadow price is used as it is indicative of, all things being equal, the amount of value that could be accessed over the course of the time period if the pipe were increased by one MW.
b. To determine the target pipe CF, the total flow CF-shadow price curve parameter (default value of 1) is divided by the average total shadow price (average total shadow price’s less than the parameter have a target pipe CF of 100%).	Comment by marya.white: introduce this by including "capacity flow (CF)".  At least I assume you mean capacity flow...
c. The pipe is then resized such that it can achieve that target pipe CF assuming the flow patterns do not change. The pipe increase is assumed to be 0 if the resized pipe is less than the baseline pipe size	Comment by marya.white: zero
2. For the overload flow increase portion, RHC takes the overload flows over a pipe and develops a new overload pipe according to a target overload pipe capacity factor
a. The target pipe capacity factor of a pipe is determined proportionally to its average total shadow price.
i. The average congested shadow price is calculated by taking the total marginal congestion (shadow price for each load block times load block hour summed) and dividing it by the congested hours.
ii. The average congested shadow price is higher than the average total shadow price as it is calculated using a smaller number of hours. Some participants believe it is more appropriate to only consider the congested hours when resizing the overload pipe. CRA uses the average congested hour shadow price when calculating Overload Charges
b. To determine the target overload pipe CF, the overload flow CF-shadow price curve parameter (default value of 1) is divided by the average congested shadow price
c. If the above methodology results in a target overload pipe CF greater than the max overload pipe CF parameter (default value of 33%), then the max overload pipe CF is used
i. Allowing the overload pipe CF to go above a certain value because of low or 0 shadow prices when cause unnecessary downstream congestion. CRA assigned pipes with no congestion a $0 overload charge in order to prevent the soft constraint method from moving congestion “one gate down” (i.e., when one congested pipe was expanded all the congested energy that wasn’t quickly absorbed would move to the next pipe down that had previously been uncongested). Assigning a max CF value alleviates this concern to a certain extent	Comment by marya.white: "would" instead of "when", I assume	Comment by marya.white: 
d. The overload pipe is then resized such that it can achieve that target overload pipe CF assuming the overload flow patterns do not change.
3. The total flow increase and the overload flow increase are then averaged to give a total pipe increase
a. Total flows are used to determine a new pipe size as total flows give information on where the pipe would like to expand. Particularly for pipe with a lot of congestion, overload pipes are likely to be used more than is shown in the overload flows as new, resized pipes would not have an overload charge associated with their use. Only looking at the overload flows would likely lead to pipes being too small.
b. Overload flows are used to determine a new pipe size as they give specific information on where the model would like to build generation and increase generation utilization. If only total flows were used, a pipe could be expanded significantly even if the model preferred to expand other interfaces more to access cheaper generation potential.

[bookmark: _Toc306956512]NGO Methodology – Building to a Target Flow Duration Threshold

The NGOs recommend a solely-flow based methodology that calculates a new path size based on the flow duration curve that results from the sensitivity run(s). It selects a new pipe size based on the flow needed for all except the last X% of hours of the period. X (cutoff, or threshold value) can be, e.g., 5%, 10%, 20%, or even higher (meaning that you build-out to meet the flow needs for 95%, 90% or 80% of the time, respectively). The NGO’s suggest a default value for X of 20% for OL25 flows, and 10% for OL75 flows. If the flows at the cutoff point are less than the current path limit, there is no path size expansion. The NGO methodology is intuitively simple, avoiding unnecessary complications that might provide little value to an undertaking of this size. By determining increases off of flow patterns, the methodology implicitly takes into account economic information as the flows are a result of the economic choices made by the model. Furthermore, the NGO methodology avoids the complication of determining an appropriate pipe capacity factor as pipe capacity factors are an output, not an input of the model.

The mechanics of the method are as follows:

1. For each of the 101 paths, combine the base flow (MW) and overload flow (MW) values (by year, and by load block), for each of the applicable sensitivity runs - OL25 and OL75 – to develop a “total flow” parameter for each run.
2. Create the total flow duration curve for each path representing all four years of data - 2020, 2025, 2030, and 2035 – by combining total flow data from the sensitivity runs and sorting on the flow metric, largest to smallest value (y-axis value). Prior to sorting, retain the “duration” or hourly weight metric for each of these flows to subsequently construct the x-axis duration value.
3. Pick a threshold or x-axis cutoff value (hourly duration percentile – “parameter 1”) for each of the OL25 and OL75 sensitivity cases and determine the associated y-axis total flow by moving vertically upward from the x-axis cutoff point to the flow duration curve above.
4. If the associated total flow is lower than the current path limit, then no increase to the pipe size for the path is required.
5. If the associated total flow is higher than the current path limit, then this flow value represents the total MW capacity of the increased path (pipe) size.
6. Screen the results for anomalous conditions. Changes to the new pipe size can be made by either choosing a different cutoff point, or directly specifying a pipe size based on other factors following discussion with the Transmission sub-team. 

[Need Randell Johnson’s method]
[Should describe how they were averaged]

[bookmark: _Toc306956513]Stakeholder Choices and Results

Below is a list of the futures and sensitivities where the shadow prices were reduced and the limits chosen by the stakeholders.

· Future 1 – Business As Usual – two soft constraint sensitivities were run, one with overload charges set to 25% of the shadow price in the Base Case (OL25) and one with overload charges set to 75% of the shadow price in the Base Case (OL75).  These sensitivities ultimately were not used and the transfer limits were set at the original levels determined by the PAs. Setting the pipe limits to the original levels set by the PAs means that no additional transmission is needed over and above what was included as part of the Stakeholder-Specified baseline infrastructure.
· Future 2 – National Carbon Constraint – National Implementation – one soft constraint sensitivity was run with overload charges set to 75% of the shadow price in the Base Case (OL75).  The hardened version of this result was used for the remaining sensitivities.  This resulted in an aggregate of approximately 40 GW of additional firm transmission capacity upgrades between zones.
· Future 3 – National Carbon Constraint – Regional Implementation - – one soft constraint sensitivity was run with overload charges set to 75% of the shadow price in the Base Case (OL75).  The hardened version of this result was used for the remaining sensitivities. As mentioned above the “pipes” between Super Regions were not allowed to expand in this model, only pipes within the Super Regions were allowed to expand. This process resulted in an aggregate of approximately 5 GW buildout of transmission.
· Future 4 – Aggressive Energy Efficiency/Demand Response/Distributed Generation/SmartGrid – no soft constraint sensitivities were run and the original transfer limits determined by the PAs were used for the remaining sensitivities. No additional transmission buildout was specified.


[bookmark: _Toc306956514]High Level Transmission Cost Estimation Process for Task 5


[bookmark: _Toc306956515]Installed Capacity (GW) in 2030 for the EI by Capacity Type for each Future


Future 1:  Business as Usual


Future 2:  Federal Carbon Constraint – National Implementation


Future 3:  Federal Carbon Constraint – State/Regional Implementation


Future 4:  Aggressive EE/DR/DG/Smart Grid


Future 5:  National RPS – Top-Down Implementation


Future 6:  National RPS – State/Regional Implementation


Future 7:  Nuclear Resurgence


Future 8:  Combined Federal Climate and Energy Policy
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                   Installed Capacity in 2030

Total F1 F2 F3 F4 F5 F6 F7 F8

2010 Base Hard HardBase Hard HardBaseOL75

Coal 272 199 31 39 172 179 178 199 17

Nuclear 100 105 131 134 105 105 105 129 135

CC 133 202 226 252 138 166 157 174 199

CT 120 132 112 105 69 140 134 134 64

Steam Oil/Gas 75 36 29 18 3 38 38 34 4

Hydro 45 45 51 52 45 51 52 47 49

On-Shore Wind 19 68 317 197 54 217 159 68 263

Off-Shore Wind 0 2 2 2 2 2 38 2 2

Other Renewable 4 14 13 13 12 13 37 14 12

New HQ/Maritimes 0 0 3 5 0 6 1 0 0

Other 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 932 833 617 933 916 818 762

DR 33 71 71 71 152 71 71 71 152

Total w/DR 816 8901,003 903 7691,003 987 889 915
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BAU  F2 Hard F3 Hard F4B F5 Hard  F6 Hard F7B F8 OL75

CC 25% 26% 37% 16% 15% 13% 19% 26%

Coal 38% 1% 2% 41% 32% 33% 39% 1%

Nuclear 22% 31% 32% 27% 23% 23% 27% 35%

On-Shore Wind 5% 30% 18% 5% 20% 13% 5% 28%

Off-Shore Wind 0% 0% 0% 0% 0% 4% 0% 0%

Hydro 5% 7% 7% 7% 6% 6% 6% 7%

Total 96% 96% 96% 96% 96% 91% 96% 96%

Demand (TWh)

3702 3248 3248 3008 3609 3609 3700 3008

Change from BAU -12% -12% -19% -3% -3% 0% -19%

CO2 (MilMetricTons) 1716 296 408 1367 1310 1316 1650 268

Change from BAU -83% -76% -20% -24% -23% -4% -84%
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Additions

20101In- 2030 In-

service 2015 2020 2030 2015 2020 2030 service
Coal 271.9| 8.5| 0.0 0.0 66.9 14.8] 0.0 198.7]
Nuclear 99.8 2.7] 4.5] 0.0 0.0 0.6 1.5] 105.0]
cc 132.7] 30.7] 18.1 26.2] 5.7| 0.0 0.0 202.0
cT 120.3] 4.7] 4.4 4.5] 2.0] 0.0 0.0 131.9]
Steam Oil/Gas 74.5] 0.0 0.0 0.0 37.1 0.6 0.4 36.4
Hydro 44.6| 0.0 0.0 0.0 0.0 0.0 0.0 44.6]
On-shore Wind 18.7] 22.2] 12.1 14.8] 0.0 0.0 0.0 67.8
Off-shore Wind 0.0 0.5 0.0 1.1 0.0 0.0 0.0 1.6}
Other Renewables 3.6 2.3] 3.3 4.5] 0.0 0.0 0.0 13.7,
New HQ/Maritimes 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Other 171 0.0| 0.0| 0.0| 0.0| 0.0| 0.0| 171
Total 783.3 71,6 42.5] 51.0i 111.7] 16.0] 1.9 818.8
DR 33.1 -1.3] 16.8] 221 70.7,
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                                                                  Installed Capacity in 2030

F1S3 F1S4 F1S5 F1S6 F1S7 F1S8 F1S9F1S10F1S11F1S12 F1S13 F1S14 F1S15 F1S16

Total Base High Low HighXHighXLow HiEE High Low Delay LoEE 5YrDly NoPTC S15+

2010 Case Load Load Gas Gas Rnw$&RPS PHEV Rnw$ EPA &RPS EPA NoRPS HiLoad

Coal 272 199 204 181 266 267 202 193 198 202 213 205 203 201 205

Nuclear 100 105 105 105 105 105 105 105 105 105 105 105 105 105 105

CC 133 202 305 147 158 158 186 170 214 190 190 229 200 210 318

CT 120 132 165 112 121 119 137 122 141 136 134 161 132 129 160

Steam Oil/Gas 75 36 47 9 23 22 38 19 38 37 31 43 34 34 47

Hydro 45 45 45 45 45 45 45 45 45 45 45 45 45 45 45

On-Shore Wind 19 68 79 55 92 93 120 72 69 108 66 54 68 38 38

Off-Shore Wind 0 2 2 2 2 2 4 2 2 4 2 2 2 2 2

Other Renewable 4 14 15 13 14 14 13 18 14 13 14 11 14 9 9

New HQ/Maritimes 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

Other 17 17 17 17 17 17 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 984 685 841 842 867 762 842 857 817 871 819 790 946

DR 33 71 85 58 71 71 71 109 73 71 71 32 71 71 85

Total w/DR 816 890 1069 743 912 913 937 871 916 927 887 904 890 861 1031
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                                                       Installed Capacity in 2030

F1S3 F2BF2S1 F2S2F2S3 F2S4 F2S5 F2S6F2S7F2S8F2S9F2S10F2S11F2S12

Total BAU Fed 75% 25% 50% High Low ExHi Low Flat Low ExLo Hard High

2010 Base CO2 Soft Soft Frict Load Load Gas Gas CO2 CO2 Rnw$ Limit Intm

Coal 272 199 29 30 30 30 69 16 83 22 12 34 33 31 28

Nuclear 100 105 133 130 129 132 136 127 135 105 127 114 134 131 130

CC 133 202 246 230 224 226 306 166 170 265 249 240 213 226 225

CT 120 132 106 115 116 112 128 100 113 120 114 119 113 112 112

Steam Oil/Gas 75 36 22 27 28 29 35 9 21 27 28 28 29 29 29

Hydro 45 45 50 51 52 51 52 47 51 49 51 51 52 51 50

On-Shore Wind 19 68 282 313 315 320 385 232 348 243 312 279 357 317 349

Off-Shore Wind 0 2 2 2 2 2 2 2 2 2 2 2 3 2 2

Other Renewable 4 14 13 13 14 13 14 12 21 13 13 13 12 13 13

New HQ/Maritimes 0 0 0 0 3 3 3 3 3 3 3 3 3 3 3

Other 17 17 17 17 17 17 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 901 927 930 9341,147 731 965 866 928 898 967 932 959

DR 33 71 71 71 71 71 85 58 71 71 71 71 71 71 71

Total w/DR 816 890 971 9981,0001,0051,232 7891,035 937 998 969 1,037 1,0031,029
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                                             Installed Capacity in 2030

F1S3 F3BF3S1 F3S3 F3S4 F3S5 F3S6 F3S7 F3S8F3S9F3S10F3S11F3S12F3S13

Total BAU Reg 75% High Low ExHi Low Flat Low Hi $ HiCN ExLo Hard High

2010 Base CO2 Soft Load Load Gas Gas CO2 CO2Nuke Impt Rnw$ Limit Intm

Coal 272 199 40 35 66 18 82 24 12 33 39 38 34 39 33

Nuclear 100 105 134 134 137 132 134 105 133 112 105 134 128 134 133

CC 133 202 256 256 335 185 190 287 279 267 269 253 229 252 247

CT 120 132 104 105 128 84 104 118 108 115 116 105 107 105 106

Steam Oil/Gas 75 36 18 18 30 11 17 19 18 24 18 18 25 18 20

Hydro 45 45 52 52 52 49 53 50 52 51 52 51 53 52 51

On-Shore Wind 19 68 199 195 233 156 213 151 185 170 198 193 215 197 254

Off-Shore Wind 0 2 2 2 2 2 10 2 2 2 2 2 59 2 2

Other Renewable 4 14 13 13 14 12 33 13 13 13 13 13 26 13 13

New HQ/Maritimes 0 0 0 3 5 3 5 3 5 3 5 4 4 5 4

Other 17 17 17 17 17 17 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 833 8291,019 668 857 789 821 807 833 829 897 833 879

DR 33 71 71 71 85 58 71 71 71 71 71 71 71 71 71

Total w/DR 816 890 904 9001,105 726 927 860 892 878 904 900 968 903 950
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  Installed Capacity in 2030

F1S3 F4BF4S1 F4S2F4S3

Total BAU Aggr High HiEVXtrHi

2010 BaseEE/DRPHEVOnPkEE/DR

Coal 272 199 172 174 174 143

Nuclear 100 105 105 105 105 105

CC 133 202 138 139 142 94

CT 120 132 69 65 75 38

Steam Oil/Gas 75 36 3 3 3 1

Hydro 45 45 45 45 45 45

On-Shore Wind 19 68 54 56 56 48

Off-Shore Wind 0 2 2 2 2 2

Other Renewable 4 14 12 13 13 11

New HQ/Maritimes 0 0 0 0 0 0

Other 17 17 17 17 17 17

Total w/o DR 783 819 617 617 631 504

DR 33 71 152 153 158 186

Total w/DR 816 890 769 771 789 690
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                                   Installed Capacity in 2030

F1S3 F5BF5S1 F5S2 F5S3 F5S4 F5S5 F5S7F5S8F5S9F5S10

Total BAU Nat 75% 25% High High Fed Incr 50%OffSh Hard

2010 Base RPS Soft Soft Load Gas CESPHEV HurdWind Limit

Coal 272 199 177 175 174 192 224 103 180 181 179 179

Nuclear 100 105 105 105 105 105 105 116 105 105 105 105

CC 133 202 167 167 167 235 153 215 170 161 166 166

CT 120 132 136 136 143 185 125 157 151 142 139 140

Steam Oil/Gas 75 36 38 39 39 47 22 43 40 39 37 38

Hydro 45 45 52 51 51 53 51 51 51 51 51 51

On-Shore Wind 19 68 236 220 216 284 216 163 224 216 197 217

Off-Shore Wind 0 2 2 2 2 2 2 2 2 2 20 2

Other Renewable 4 14 13 13 13 15 13 13 14 13 13 13

New HQ/Maritimes 0 0 0 6 6 6 6 3 6 6 6 6

Other 17 17 17 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 942 931 9331,139 933 884 959 934 930 933

DR 33 71 71 71 71 85 71 71 76 71 71 71

Total w/DR 816 8901,0131,0021,0041,224 1,004 9551,0351,0041,000 1,003
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                                   Installed Capacity in 2030

F1S3 F6BF6S1 F6S2 F6S3F6S4 F6S6 F6S7F6S9F6S10

Total BAU Reg 25% High High Fed HiCN IncrOffSh Hard

2010 Base RPS Soft Load Gas CES ImptPHEVWind Limit

Coal 272 199 178 176 198 221 81 178 178 178 178

Nuclear 100 105 105 105 105 105 123 105 105 105 105

CC 133 202 157 159 209 147 246 156 161 157 157

CT 120 132 134 134 176 123 147 135 142 133 134

Steam Oil/Gas 75 36 38 38 48 22 42 37 39 37 38

Hydro 45 45 52 52 52 52 53 52 52 52 52

On-Shore Wind 19 68 160 159 187 160 138 158 164 154 159

Off-Shore Wind 0 2 39 39 51 39 2 39 39 51 38

Other Renewable 4 14 37 37 57 36 13 37 38 36 37

New HQ/Maritimes 0 0 0 1 1 1 1 1 1 0 1

Other 17 17 17 17 17 17 17 17 17 17 17

Total w/o DR 783 819 916 9171,100 922 863 915 935 921 916

DR 33 71 71 71 85 71 71 71 76 71 71

Total w/DR 816 890 987 9871,186 993 933 9851,011 991 987
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          Installed Capacity in 2030

F1S3 F7BF7S1 F7S2 F7S3F7S4

Total BAU Nuk 25% High CO2 SMR

2010 Base Res Soft LoadPrice Nuk

Coal 272 199 199 197 206 63 199

Nuclear 100 105 129 129 129 191 129

CC 133 202 174 172 280 265 174

CT 120 132 134 137 162 118 134

Steam Oil/Gas 75 36 34 35 47 30 34

Hydro 45 45 47 47 47 52 47

On-Shore Wind 19 68 68 68 77 116 68

Off-Shore Wind 0 2 2 2 2 2 2

Other Renewable 4 14 14 14 15 14 14

New HQ/Maritimes 0 0 0 0 1 0 0

Other 17 17 17 17 17 17 17

Total w/o DR 783 819 818 818 981 866 818

DR 33 71 71 71 85 71 71

Total w/DR 816 890 889 8891,067 936 889
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          Installed Capacity in 2030

F1S3 F8BF8S1 F8S2 F8S3F8S4

Total BAUCO2+ 75% 25% Low  Hi

2010 Base RPS Soft SoftRnw$ RPS

Coal 272 199 17 17 18 18 18

Nuclear 100 105 137 135 133 139 136

CC 133 202 210 199 186 181 190

CT 120 132 61 64 71 75 69

Steam Oil/Gas 75 36 9 4 4 4 4

Hydro 45 45 49 49 52 51 50

On-Shore Wind 19 68 245 263 287 294 303

Off-Shore Wind 0 2 2 2 2 3 2

Other Renewable 4 14 12 12 13 12 12

New HQ/Maritimes 0 0 0 0 3 5 5

Other 17 17 17 17 17 17 17

Total w/o DR 783 819 759 762 786 799 805

DR 33 71 152 152 152 152 152

Total w/DR 816 890 912 915 938 951 958
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